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XXX
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PROVIDED EGRESS CAPACITY

CODE REQUIRED EGRESS CAPACITY

345

40

340

50

345

40

146

87

146

87

Name

OCCUPANCY LOAD - LEVEL 1

Smoke
Compartment Area (sf)

Occupancy
Load (sf/p)

Fixed
Count Occupants Req. Exit Width Horizontal Req. Exit Width Vertical

BUSINESS Level 1 4,267 100 0 43 8.6 12.9

INDUSTRIAL AREAS Level 1 7,728 100 0 80 16.0 24.0

STORAGE/MECHANICAL/ELECTRICAL Level 1 3,801 300 0 17 3.4 5.1

15,796 140 28.0 42.0

Name

OCCUPANCY LOAD - LEVEL 2

Smoke
Compartment Area (sf) Occupancy Load (sf/p) Fixed Count Occupants

Req. Exit Width
Horizontal Req. Exit Width Vertical

ASSEMBLY - CONFERENCE/ LOBBY Level 2 765 15 0 52 10.4 15.6

BUSINESS Level 2 12,188 100 0 122 24.4 36.6

12,953 174 34.8 52.2

PROVIDE A 1HR RATED
CLG IN THIS AREA

08.03
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ENERGY SUMMARY

ENERGY REQUIREMENTS
The following data shall be considered minimum and any special attribute required to meet the energy
code shall also be provided. Each Designer shall furnish the required portions of the project
information for the plan data sheet. If energy cost budget method, state the annual energy cost budget
vs. allowable annual energy cost budget.

THERMAL ENVELOPE

Method of Compliance:

Roof/Ceiling Assembly (each assembly)

Exterior Walls (each assembly)

Walls adjacent to unconditioned space (each assembly)

Walls below grade (each assembly)

Floors over unconditioned space (each assembly)

Floors slabs on grade (each assembly)

ELECTRICAL SUMMARY

ELECTRICAL SYSTEM AND EQUIPMENT

Method of Compliance:

Lighting Schedule

Equipment schedules with motors (not used for mechanical systems)

MECHANICAL SUMMARY

MECHANICAL SYSTEMS, SERVICE SYSTEMS, AND EQUIPMENT

Method of Compliance:

Prescriptive

Climate Zone:

Thermal Zone

winter dry bulb

summer dry bulb

Interior design conditions

relative humidity

Building heating load

Building cooling load

Mechanical Spacing Conditioning System

Unitary
description of unit

heating efficiency

cooling efficiency

heat output of unit

cooling output of unit

Boiler
total boiler output

If oversized, state reason.

Chiller
total chiller capacity

If oversized, state reason.

List equipment efficiencies

Equipment schedules with motors (mechanical systems)

Prescriptive Performance Energy Cost Budget

Description of assembly

U-Value of total assembly

R-Value of insulation

Skylights in each assembly

U-Value of skylight

Total square footage of skylights in each assembly

_______________________________________

_______________________________________

_______________________________________

_______________________________________

_______________________________________

_________________________

Description of assembly

U-Value of total assembly

R-Value of insulation

Openings (windows or doors with glazing)

U-Value of assembly

Shading coefficient

Projection factor

Low-E required, if applicable

Door R-Values

_______________________________________

_______________________________________

_______________________________________

_______________________________________

_______________________________________

_______________________________________

_______________________________________

_______________________________________

Description of assembly

U-Value of total assembly

R-Value of insulation

Openings (windows or doors with glazing)

U-Value of assembly

Low-E required, if applicable

Door R-Values

_______________________________________

_______________________________________

_______________________________________

_______________________________________

_______________________________________

_______________________________________

Description of assembly

U-Value of total assembly

R-Value of insulation

_______________________________________

_______________________________________

_______________________________________

Description of assembly

U-Value of total assembly

R-Value of insulation

_______________________________________

_______________________________________

_______________________________________

Description of assembly

U-Value of total assembly

R-Value of insulation

_______________________________________

_______________________________________

_______________________________________

Horizontal / vertical requirement _______________________________________

Slab heated _______________________________________

Prescriptive Performance Energy Cost Budget

Lamp type required in fixture
Number of lamps in fixture
Ballast type used in fixture
Number of ballasts in fixture
Total wattage per fixture
Total interior wattage specified vs. allowed
Total exterior wattage specified vs. allowed

__________________________________
__________________________________
__________________________________
__________________________________
__________________________________
__________________________________
__________________________________

Motor horsepower
Number of phases
Minimum efficiency
Motor type
# of poles

__________________________________
__________________________________
__________________________________
__________________________________
__________________________________

motor horsepower
number of phases
minimum efficiency
motor type
# of poles

__________________________________
__________________________________
__________________________________
__________________________________
__________________________________

Energy Cost Budget

____________________________________________________

____________________________________________________

____________________________________________________

____________________________________________________

winter dry bulb

summer dry bulb

____________________________________________________

____________________________________________________

____________________________________________________

____________________________________________________

____________________________________________________

________________________________________

________________________________________

________________________________________

________________________________________

________________________________________

________________________________________

________________________________________

BUILDING CODE SUMMARY

Name of Project:  ___________________________________________________________________

LEAD DESIGN PROFESSIONAL:  __________________________________________

Address:   ___________________________________________________  Zip Code:  ____________

Proposed Use:  _____________________________________________________________________

Owner/Authorized Agent:  __________________ Phone #:  ____________ E-Mail:  _______________

Owned By:

Code Enforcement Jurisdiction: 

Designer
Architectural

2003 IBC FOR STATE OF CONNECTICUT:

EXISTING:

CONSTRUCTED___ ORIGINAL USE____ RENOVATED____    CURRENT USE____

BUILDING DATA

Civil

Electrical

Fire Alarm

Plumbing

Mechanical

Sprinkler-Standpipe

Structural

Pre-Cast

Truss

Landscape

Retaining Walls >5'

Other

Construction Type:

I-B

Mixed Construction:

Sprinklers:

Standpipes:

Fire District:

Building Height:

Mezzanine:

Gross Building Area:

FLOOR EXISTING (SQ FT) NEW (SQ FT) SUBTOTAL

Floor 6

Floor 5

Floor 4

Floor 3

Floor 2

Mezzanine

Floor 1

Basement

TOTAL

ALLOWABLE AREA
Primary Occupancy:

Assembly:

Business:

Educational:

Factory:

Hazardous:

Institutional:

Mercantile:

Residential:

Storage:

Secondary Occupancy:  ___________________________________________________________

Special Uses:

Special Provisions:

Mixed Occupancy:

Incidental Use Separation (302.1.1)
This separation is not exempt as a Non-Separated Use (see exceptions)

Non-Separated Use (302.3.1)
The required type of construction for the building shall be determined by applying the height
and area limitations for each of the applicable occupancies to the entire building. The most
restrictive type of construction, so determined, shall apply to the entire building.

Separated Use (302.3.2) - See below for area calculations
For each story, the area of occupancy shall be such that the sum of the ratios of the actual
floor area of each use divided by the allowable floor area for each use shall not exceed 1.

Actual Area of Occupancy A Actual Area of Occupancy B

Allowable Area of Occupancy A Allowable Area of Occupancy B
≤ 1

≤ 1.00. . . .    =

STORY
NO.

DESCRIPTION
AND USE

(A)
BLDG AREA
PER STORY

(ACTUAL)

(B)
TABLE 503

AREA

(C)
AREA FOR
FRONTAGE
INCREASE

(D)
AREA FOR
SPRINKLER
INCREASE

(E)
ALLOWABLE

AREA OR
UNLIMITED

(F)
MAXIMUM
BUILDING

AREA

1 - Frontage area increases from Section 506.2 are computed thus:
a. Perimeter which fronts a public way or open space having 20 feet minimum width = ___________ (F)
b. Total Building Perimeter = ___________ (P)
c. Ratio (F/P) = ___________ (F/P)
d. Minimum Width of Public Way = ___________ (W)
e. Percent of frontage increase I  = 100 [(F/P) - 0.25] x W/30 = ___________ (%)

2 - The sprinkler increase per Section 506.3 is as follows:
a. Multi-story Building I  = 200%
b. Single story Building I  = 300%

f

s
s

3 - Unlimited area applicable under conditions of Sections Group B, F, M, S, A-4 (507); Group A Motion Picture (507.9);
     Malls (402.6); and H-2 aircraft paint hangars (507.7)

4 - Maximum Building Area = total number of stories in the building x E (506.4)

5 - The maximum area of parking garages must comply with 406.3.5. The maximum area of traffic control towers must comply

New Construction Addition Upfit

Reconstruction Alteration Repair

II-B III-B V-B

I-A II-A III-A V-AIV

No Yes  Types: _______________________

No Partial Yes NFPA 13

No Yes Class I Class II Class III Wet Dry

No Yes Flood Hazard Area: No Yes

Feet __________ Number of Stories: __________

No Yes

I-1 I-2 I-3

A1 A2 A3

F-1 Moderate F-2 Low

H-1 Detonate H-2 Deflagrate

I-4

H-3 Combust H-4 Health H-5 HPM

R-1 R-2 R-3 R-4

S-1 Moderate S-2 Low High-Piled

Utility and Miscellaneous: Parking Garage Open Repair Garage

402 403 404 405 406 407 408 409 410 411

412 413 414 415 416 417 418

508.2 508.3 508.4 508.5 508.6 508.7 508.8

No Yes Separation: _____ hr Exception: _____________

City/County Private State

StateCity _____________ County ___________

Firm Name Lic. # EmailPhone #

I-3 Condition 1 2 3 4 5

A4 A5

Enclosed

5

1 2 3 4

FIRE PROTECTION REQUIREMENTS

ALLOWABLE HEIGHT

Life Safety Plan Sheet Number #, if Provided: ____________

Type of Construction

Building Height in Feet

Building Height in Stories

ALLOWABLE
(TABLE 503)

INCREASE FOR
SPRINKLERS

SHOWN ON
PLANS

CODE
REFERENCE

Feet = H + 20' = _______

Stories + 1 = __________

Feet _________ (H)

Stories _______ (S)

Structural Frame
Including Columns,
Girders, Trusses

Bearing Walls

Exterior

North

East

West

South

Interior
Nonbearing Walls and
Partitions

BUILDING ELEMENT

FIRE
SEPARATION

DISTANCE
(FEET)

RATING

REQ'D

Exterior

Interior walls and partitions

North

East

West

South

Floor Construction
Including supporting
beams and joists

Roof Construction
Including supporting
beams and joists

Shaft Enclosures - Exit

Shaft Enclosures - Other

Corridor Separation

Occupancy Separation

Party/Fire Wall Separation

Smoke Barrier Separation

Tenant Separation

PROVIDED
(W/_____*REDUCTION)

DETAIL #
AND

SHEET #

DESIGN #
FOR

RATED
ASSEMBLY

DESIGN # FOR
RATED

PENETRATION

DESIGN #
FOR

RATED
JOINTS

* Indicate section number permitting reduction

Type _________ Type ___________

Stories _________

LIFE SAFETY SYSTEM REQUIREMENTS
Emergency Lighting:

Exit Signs:

Fire Alarm:

Smoke Detection Systems:

Panic Hardware:

EXIT REQUIREMENTS

FLOOR, ROOM OR
SPACE DESIGNATION

MINIMUM NUMBER
OF EXITS

REQUIRED
ALLOWABLE

TRAVEL DISTANCE
(TABLE 1015.1)

REQUIRED
DISTANCE

BETWEEN EXIT
DOORS

ACTUAL
DISTANCE

SHOWN ON
PLANS

SHOWN
ON PLANS

TRAVEL DISTANCE

ACTUAL TRAVEL
DISTANCE SHOWN

ON PLANS

ARRANGEMENT MEANS OF
EGRESS      (SECTION 1014.2)

NUMBER AND ARRANGEMENT OF EXITS

ALLOWABLE TRAVEL DISTANCES: B F1 S1
1 Corridor dead ends (Section 1016.3) 50 ft 50 ft 50 ft
2 Common Path of Travel (Section 1013.3) 100 ft 250 ft 250 ft
3 Maximum Travel Distance 300 ft 250 ft 250 ft

Note: In buildings protected throughout by Automatic Sprinklers per 903.1.1

No Yes

No Yes

No Yes

No Yes

No Yes

2

1,3

EXIT WIDTH

USE GROUP OR
SPACE DESIGNATION

(a)

AREA
(sq. ft.)

AREA
PER OCCUPANT

(TABLE 1003.2.2.2)

(b)

CALCULATED
OCCUPANT

LOAD

EGRESS WIDTH
PER OCCUPANT
(TABLE 1005.1)

(c)

STAIR LEVEL

REQUIRED WIDTH
(SECTION 1005.1)

(a/b) x c

STAIR LEVEL

ACTUAL WIDTH
SHOWN ON PLANS

STAIR LEVEL

EXIT WIDTH (in)

FOOTNOTES:
1 See Table 1004.1.2 to determine whether net or gross area is applicable.

See definition "Area, Gross" and "Area, Net" (Section 1002).
2 Minimum stairway width (Section 1005.1); min. corridor width (Section 1016.2);

min. door width (Section 1018.1).
3 Minimum width of exit passageway (Section 1020.2).
4 See Section 1004.5 for converging exits.
5 The loss of one means of egress shall not reduce the available capacity to less than 50 percent

of the total required (Section 1005.1).
6 Assembly occupancies (Section 1024).

1 1

2,3,4,5,6

PLUMBING FIXTURE REQUIREMENTS

REQUIRED

USE
URINALS

REQUIRED

TOTAL

WATER CLOSETS

MALE FEMALE

LAVATORIES

MALE FEMALE

SHOWERS /
TUBS

DRINKING FOUNTAINS

REGULAR ACCESSIBLE

ACCESSIBLE PARKING

LOT OR
PARKING AREA

TOTAL # OF PARKING SPACES

REQUIRED PROVIDED

# OF ACCESSIBLE SPACES PROVIDED

REGULAR WITH
5' ACCESS AISLE

VAN SPACES WITH
8' ACCESS AISLE

TOTAL #
ACCESSIBLE
PROVIDED

SPECIAL APPROVALS
Special Approval: (Local Jurisdiction, Department of Insurance, OSC, DPI, DFS, ICC, etc.)
Describe Below:

TOTAL

6 - For Non-Separated mixed use - Use smallest allowable area from Table 503.

      with 412.12

USE / OCCUPANCY REQUIRED RATING / CODE

Boiler Rooms (over 15 psi and 10 hp)

Furnace Rooms (over 400,000 BTU/hr)

Automatic fire supression system w/ smoke
partitions, 1 Hour per FM Global

Electrical rooms housing dry type transformers
Rated > 112.5 kVA

1 Hour per NFAP 70, 1 hour per FM Global

Refrigerant machinery rooms Automatic fire suppression system w/
smoke partitions

Paint shops, not classified as Group H, located
in occupancies other than Group F

1 Hour and provide automatic fire
extinguishing system.

Stationary storage battery systems having a
liquid capacity of more than 100 gallons used
for facility standby power, emergency power
or  uninterrupted power supplies.

1 Hour and provide automatic fire
extinguishing system.

INCIDENTAL USE AREAS

NEW HAVEN RAIL YARD - MAINTENANCE OF WAY BUILDING

BREWERY STREET, NEW HAVEN CT

MAINTENANCE FACILITY

CT DOT

-- --

-- 28,750 --

Parsons Brinckerhoff R. J. Straccamore 0012750 757-459-4718 straccamorerj@pbworld.com

Parsons Brinckerhoff A. A. Moretti 0015858 860-815-0257 moretti@pbworld.com

Heery international S. V. Sveda 0009889 800-500-1730 ssveda@heery.com

Heery International M. K. O'Brien 0029656 800-500-1730 mobrien@heery.com

Heery International M. K. O'Brien 0029656 800-500-1730 mobrien@heery.com

Parsons Brinckerhoff W. S. Chiang 0029848 757-466-9662 chiang@pbworld.com

06519

--

75'

3

95

4

504

504

-- -- -- -- -- -- --

-- -- -- -- -- -- --

-- -- -- -- -- -- --

-- -- -- -- -- -- --

>30 0 0 -- -- -- --

>30 0 0 -- -- -- --

>30 0 0 -- -- -- --

>30 0 0 -- -- -- --

-- + + -- -- -- --

-- + + -- -- -- --

-- 0 0 -- -- -- --

-- N/A -- -- -- -- --

-- N/A -- -- -- -- --

-- N/A -- -- -- -- --

-- N/A -- -- -- -- --

-- 0 0 -- -- -- --

-- 0 0 -- -- -- --

2LEVEL 1 4 250 162 85 166

2LEVEL 2 2 300 137 65 105

---- -- -- -- -- --

---- -- -- -- -- --

---- -- -- -- -- --

II-B

-- -- -- -- -- -- --

-- -- -- -- -- -- --

-- -- -- -- -- -- --

-- -- -- -- -- -- --

-- 0 0 -- -- -- --

-- SEE INCIDENTAL USE TABLE

--

44'-6"

2

II-B

G14-101

100BUSINESS 165 -- -- -- --16,455 -- --

15ASSEMBLY 52 -- -- -- --765 -- --

100INDUSTRIAL 80 -- -- -- --7,728 -- --

300STORAGE 17 -- -- -- --3,801 -- --

3 3 -- 3 3 -- 3 --B

1 1 -- 1 1 -- 1 --F1/S1

4 4 -- 4 4 -- 4 ----

MOW Building 98 98 4 1 5

-- -- -- -- -- --

-- -- -- -- --

NOTE: PLUMBING LAVATORIES ARE DISTRIBUTED UNEQUALLY BETWEEN MALE
AND FEMALE OCCUPANTS BASED ON PLANNED OCCUPANCY OF THE FACILITY,
AND STATISTICAL DATA.

REFERENCE IBC 2003 SECTION 2902.3

METAL PANEL ON SUBGIRTS

13

0.45

0.4

LIMITED EXTERNAL SHADING

N/A

1.5

METAL PANEL ON SUBGIRTS

0.07

13

N/A

N/A

N/A

N/A

N/A

N/A

N/A

SLAB ON GRADE

N/A

N/A

N/A

NO

--

SYNCHRONOUS
6

SINGLE PLY TPO MEMBRANE

0.04

R-20

6

0.69

48

0.07

1.5

N/A

F32T8 - F28T5

ELECTRONIC
1 - 2

56 - 168
24050 - 31709

NA

25
3

90%

5A

--

8

86

68

75

50

575,633 Btuh

688,823 Btuh

ROOFTOP AIR CONDITIONING UNIT

81% AFUE

14.0 EER

648 MBh

778 MBh

--

--

2HP - 20HP
3

PREMIUM EFFICIENCY
TEFC

344'-6"

-- -- --

0 12,950 --

0 15,800 --

2

FM GLOBAL  DATA 3-26

Heery International J. S. Peterkin 0030541 215-564-9977 jpeterki@heery.com

--TOTAL 314 0.30 94.2 116 244-- 0.20 62.8

1 F1 & S1 15,800 15,500 11,625 31,000 58,125 116,250

12,950 15,500 11,625 31,000 58,1252 B1

645
645
1
30
75

+ 1 Hour Rates shaft required for elevator and exit stair enclosures. No shaft rating required for HVAC.
Rated enclosures for elevator & stairs are structurally supported independent of building.

(Partial)

Note: 40 MNR fleet storage spaces east of the building are not included in the calculation

Heery international S. V. Sveda 0009889 800-500-1730 ssveda@heery.com

08.04



DW REF.

1
A14-005

2
A14-005

TEST ZONE 1

1
A14-005

2
A14-005

TEST ZONE 1

REV. DATE REVISION   DESCRIPTION SHEET  NO.

THE INFORMATION, INCLUDING ESTIMATED

SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

QUANTITIES OF WORK, SHOWN ON THESE

DESIGNER/DRAFTER:

CHECKED   BY:
STATE OF CONNECTICUT

DEPARTMENT OF TRANSPORTATION

PROJECT    TITLE: TOWN:

DRAWING   TITLE:

NEW  HAVEN
PROJECT  NO:

DRAWING   NO:

SHEET  NO:

Filename:

SIGNATURE/
BLOCK:PB

RJS

AIR BARRIER CONCEPT FLOOR
PLANS

A14-004

301-0124

MOWBLDG-A-18965MOW.RVT

0 8' 16' 32'
SCALE: 1/16" = 1'-0"

AIR BARRIER GENERAL NOTES
1.

2.

3.

THESE DRAWINGS DEPICT THE EXTENT OF THE AIR BARRIER
AND THE BUILDING ENVELOPE ENCLOSURE, AND THE AIR
TESTING ZONE.

REFER TO WALL SECTIONS, DETAILS AND THE
SPECIFICATIONS FOR ADDITIONAL INFORMATION REGARDING
THE AIR BARRIER MATERIALS AND LOCATION WITHIN  ROOF
AND WALL ASSEMBLIES.

THE AIR BARRIER SYSTEM AND THE BUILDING ENVELOPE
ENCLOSURE IS COMPRISED OF THE UNDERSLAB AIR/VAPOR
BARRIER AND THE CONTINUOUS AIR/VAPOR BARRIER
MEMBRANE INSTALLED IN THE WALL AND ROOF ASSEMBLIES.

AIR BARRIER LEGEND

AIR BARRIER EXTENT

 1/16" = 1'-0"
AIR BARRIER EXTENT PLAN - FIRST FLOOR

 1/16" = 1'-0"
AIR BARRIER EXTENT PLAN - SECOND FLOOR

PLAN
NORTH

PLAN
NORTH

AIR BARRIER TEST ZONE
REQUIREMENTS

1.

2.

3.

SURFACE AREA = 64,634 SQ FT

ALLOWABLE LEAKAGE RATE OF 0.25 CFM/SQ FT AT
DIFFERENTIAL PRESSURE OF 0.30 IN WG (75 PASCALS)

MAXIMUM TEST LEAKAGE = 16,158 CFM

TEST ZONE 1
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TEST ZONE 1

TEST ZONE 1

REV. DATE REVISION   DESCRIPTION SHEET  NO.

THE INFORMATION, INCLUDING ESTIMATED

SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

QUANTITIES OF WORK, SHOWN ON THESE

DESIGNER/DRAFTER:

CHECKED   BY:
STATE OF CONNECTICUT

DEPARTMENT OF TRANSPORTATION

PROJECT    TITLE: TOWN:

DRAWING   TITLE:

NEW  HAVEN
PROJECT  NO:

DRAWING   NO:

SHEET  NO:

Filename:

SIGNATURE/
BLOCK:PB

RJS

AIR BARRIER CONCEPT
BUILDING SECTIONS

A14-005

301-0124

MOWBLDG-A-18965MOW.RVT

AIR BARRIER GENERAL NOTES

AIR BARRIER LEGEND

 1/16" = 1'-0"A14-004
AIR BARRIER CONCEPT SECTION1

 1/16" = 1'-0"A14-004
AIR BARRIER CONCEPT SECTION2

0 8' 16' 32'
SCALE: 1/16" = 1'-0"

REFER TO DRAWING A14-004 FOR LEGEND

1. REFER TO DRAWING A14-004 FOR GENERAL NOTES
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ARCHITECTURAL FLOOR PLANS
- OVERALL

A14-101

301-0124

MOWBLDG-A-18965MOW.RVT

 1/16" = 1'-0"
FIRST FLOOR PLAN - OVERALL

PLAN
NORTH

0 8' 16' 32'
SCALE: 1/16" = 1'-0"

 1/16" = 1'-0"
SECOND FLOOR PLAN - OVERALL

PLAN
NORTH

GENERAL NOTES
1. REFER TO DWG A14-102 FOR GENERAL NOTES

2. REFER TO DWG A14-103 FOR SHEET KEYNOTES

3. REFER TO DWG A14-102 FOR FIRE EXTINGUISHER LEGEND
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GENERAL NOTES
REFER TO DWG A14-103 FOR SHEET KEYNOTES.

EXTERIOR DIMENSIONS ARE TO FACE OF 8" CMU, FACE OF
CONCRETE, FACE OF EXTERIOR GYPSUM SHEATHING OR TO COLUMN
CENTERLINE. INTERIOR DIMENSIONS ARE TO FACE OF CMU, FACE OF
METAL STUD OR TO COLUMN CENTERLINE.

VERIFY FIELD CONDITIONS AND DIMENSIONS PRIOR TO
CONSTRUCTION.  DISCREPANCIES SHALL BE BROUGHT TO THE
IMMEDIATE ATTENTION OF THE ARCHITECT IN WRITING BEFORE
CONTINUING WORK.

DO NOT SCALE DRAWINGS. PAY SPECIAL ATTENTION TO INDICATED
SCALES, GRAPHIC SCALES AND REPRODUCTION SIZE.

DOORS SHALL BE LOCATED 4 INCHES FROM ADJACENT PARTITION TO
THE HINGE SIDE UNLESS OTHERWISE NOTED OR INDICATED. FOR
DOOR  FRAME LOCATIONS THAT ARE NOT DIMENSIONED COMPLY AS
FOLLOWS: ON PULL SIDE OF DOOR MAINTAIN MINIMUM 24" OF
CLEARANCE BETWEEN DOOR STRIKE JAMB AND ADJACENT
PERPENDICULAR WALL. ON PUSH SIDE OF DOOR MAINTAIN 1'-0"
CLEARANCE.

INTERIOR CMU CORNERS EXPOSED TO VIEW SHALL BE BULLNOSED.

REFER TO EXTERIOR ELEVATIONS FOR EXTERIOR MATERIALS, AND
METAL PANEL JOINTS.

REFER TO OVERALL FLOOR PLANS FOR BUILDING SECTIONS, AND
EXTERIOR ELEVATIONS. REFER TO BUILDING SECTIONS FOR WALL
SECTIONS.

REFER TO PLUMBING DRAWINGS FOR ROOF DRAIN LEADERS, FLOOR
DRAINS, AND FIXTURES.

REFER TO FIRE PROTECTION PLAN DRAWING A14-002 FOR
LOCATIONS OF FIRE RATED PARTITIONS.

REFER TO STRUCTURAL DRAWINGS FOR GRID LINE DIMENSIONS.

REFER TO STRUCTURAL DRAWINGS FOR REINFORCING AT CMU WALL
CONTROL JOINTS.

REFER TO CIVIL DRAWINGS FOR CONCRETE WALKS, SITE GRADE
ELEVATIONS, AND FINISH FLOOR ELEVATIONS. FINISH FLOOR 0'-0" =
16.00 FT, NAVD88.

REFER TO FURNITURE DWG. A14-701 THROUGH A14-703 FOR
PROPOSED SECOND FLOOR FURNITURE LAYOUTS.  FURNITURE
LAYOUTS NOT INCLUDED FOR FIRST FLOOR.

REFER TO INDUSTRIAL DWG. I14-102 THROUGH I14-103 FOR
EQUIPMENT PLANS, AND FLOOR SAFETY STRIPING.

REFER TO A14-702 AND A14-703 FOR MARKERBOARD LOCATIONS.
SHOWN ON FURNITURE PLANS FOR COORDINATION.
MARKERBOARDS TO BE INCLUDED IN CONSTRUCTION CONTRACT.

INTERIOR CMU CONTROL JOINTS INDICATED ARE APPROXIMATE
LOCATIONS. LOCATE CONTROL JOINTS IN ACCORDANCE WITH
NATIONAL CONCRETE MASONARY ASSOCIATION GUIDELINES.

SUSPENDED LOADS SHALL NOT BE SUSPENDED FROM, OR
ATTACHED TO, THE ROOF DECK. SUPPORT OF LOADS FROM BAR
JOISTS SHALL BE ATTACHED AT PANEL POINTS ONLY.
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A
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GENERAL NOTES
1. REFER TO DWG. A14-102 FOR GENERAL NOTES

2. REFER TO DWG. A14-102 FOR FIRE EXTINGUISHER LEGEND

UP

SHEET KEYNOTES#
1 WIRE MESH PARTITION. SEE DWG A14-406
2 KRONOS TIMECLOCK. REFER TO ELECTRICAL DWGS.
3 EYEWASH AND SHOWER. REFER TO PLUMBING

DRAWINGS.
4 EYE WASH. REFER TO PLUMBING DRAWINGS.
5 GUARD RAIL - REFER TO DETAIL 8 ON DWG A14-402
6 CONCRETE PLATFORM. REFER TO STRUCTURAL DWGS.
7 CONCRETE LOADING DOCK. REFER TO STRUCTURAL

DWGS.
8 LADDER AND ROOF HATCH ABOVE.
9 ICE MACHINE
10 8 FOOT HIGH CHAIN LINK FENCE. REFER TO DETAIL

6/A14-505
11 3 FOOT WIDE SWINGING GATE.
12 CONCRETE PLATFORM. REFER TO STRUCTURAL DWGS.
13 DUST COLLECTOR. REFER TO MECHANICAL DWGS.
14 ELECTRICAL EQUIPMENT. REFER TO ELECTRICAL DWGS.
15 RETAINING WALL. REFER TO STRUCTURAL DWGS.
16 GUARDRAIL. REFER TO DETAIL 10 ON DWG A14-402
17 CONCRETE RAMP. SEE STRUCTURAL.
18 SINK. REFER TO PLUMBING DRAWINGS
19 8" CMU PILASTER. REFER TO STRUCTURAL DWGS. FOR

HEIGHT.
20 SLOPE FLOOR TO DRAIN AS INDICATED
21 FLOOR DRAIN. TOP OF DRAIN AT ELEVATION 15.83 FEET.

REFER TO PLUMBING DWGS.
22 WELDING EQUIPMENT. REFER TO MECHANICAL

DRAWINGS.
23 VENDING MACHINES, NIC
24 ELECTRIC WALL HEATER, REFER TO MECHANICAL DWGS.
25 ROLLER SHADES AT WINDOW. REFER TO FINISH

SCHEDULE ON DWG A14-606 AND INTERIOR FINISH
LEGEND ON DWG. A14-605.

26 6 INCH DIAMETER PAINTED STEEL PIPE BOLLARDS
TYPICAL AT OVERHEAD DOORS

27 CONCRETE EQUIPMENT PAD. TOP OF PAD AT ELEV 16.50'
COORD PLAN DIMENSIONS WITH EQUIPMENT

28 6 INCH HIGH CONCRETE CURB CONTINUOUS 4 SIDES.
TOP OF CURB ELEV. 16.50'

29 DOCK BUMPERS
30 STEEL BRACING - SEE STRUCTURAL
31 RADIANT HEATER INTAKE OR EXHAUST BELOW. SEE

MECHANICAL.
32 CONCRETE SLAB EXPANSION JOINT AT DOOR - SEE

STRUCTURAL
33 CONCRETE EQUIPMENT PAD. TOP OF PAD AT ELEV 16.66'

COORD PLAN DIMENSIONS WITH EQUIPMENT
34 FIRE ALARM CONTROL PANEL. REFER TO FIRE ALARM

DRAWINGS
35 BOLLARD. REFR TO DETAIL 8 ON A14/505. LOCATE 1-0"

FROM RWL
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GENERAL NOTES
REFER TO DWG A14-112 FOR GENERAL REFLECTED CEILING PLAN
NOTES.

REFER TO DWG A14-112 FOR REFLECTED CEILING PLAN SHEET
KEYNOTES.

REFER TO DWG A14-112 FOR REFLECTED CEILING PLAN SYMBOL
LEGEND.

1.

2.

3.
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1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

11.

GENERAL REFLECTED CEILING PLAN NOTES
REFER TO INTERIOR WALL TYPE LEGEND DWG A14-501 FOR INTERIOR WALL HEIGHTS.

REFER TO FINISH SCHEDULE DWG A14-606 FOR CEILING HEIGHT AND FINISH.

REFER TO FIRE ALARM PLAN DRAWINGS FOR CEILING MOUNTED FIRE ALARM DEVICES.

REFER TO SPRINKLER SYSTEM DRAWINGS FOR LOCATION OF SPRINKLER HEADS. SPRINKLER
HEADS SHALL BE LOCATED IN CENTER OF ACOUSTIC CEILING PANELS.

REFER TO MECHANICAL DRAWINGS FOR CEILING MOUNTED HVAC DIFFUSERS AND COORDINATE
LOCATIONS WITH REFLECTED CEILING PLAN.

REFER TO ELECTRICAL DRAWINGS FOR CEILING MOUNTED LIGHT FIXTURES, EXIT SIGNS, AND
CONTROLS DEVICES NOT INDICATED.

REFER TO COMMUNICATIONS DRAWINGS FOR CEILING MOUNTED SECURITY AND AUDIO/VISUAL
DEVICES.

SUSPENDED ACOUSTIC CEILING TILES SHALL HAVE GRID CENTERED IN SPACE UNLESS
INDICATED OTHERWISE. CEILING TILES AT PERIMETER OF SPACE SHALL NOT BE LESS THAN 6"
WIDE.

PAINT EXPOSED STRUCTURE AS INDICATED ON FINISH SCHEDULE ON DWG A14-606.  REFER TO
FINISH LEGEND ON DWG A14-605.

PROVIDE 5/8" MOISTURE RESISTANT GYPSUM BOARD FOR CEILINGS AS INDICATED ON FINISH
SCHEDULE ON DWG A14-606.  REFER TO FINISH LEGEND ON DWG A14-605.

SUSPENDED LOADS SHALL NOT BE SUPPORTED FROM, OR ATTACHED TO, THE ROOF DECK.
SUPPORT OF LOADS FROM BAR JOISTS SHALL BE ATTACHED AT PANEL POINTS ONLY.

REFLECTED CEILING PLAN SYMBOL LEGEND

ACOUSTICAL CEILING: ACT-1

GYPSUM WALL BOARD CEILING

LIGHTING FIXTURE

EMERGENCY LIGHTING FIXTURE

MECHANICAL DIFFUSER

OCCUPANCY SENSOR

EXIT LIGHT FIXTURE

ACOUSTICAL CEILING: ACT-2

SKY LIGHT

METAL PANEL SOFFIT

X'-X" SOFFIT HEIGHT

SECURITY CAMERA

D

E

1
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24

'-2
"
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-0
"
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1'-4" 7'-4 3/8"

2
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3
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3
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CEILING PLAN - AREA A

A14-112
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 1/8" = 1'-0"
FIRST FLOOR REFLECTED CEILING PLAN - AREA A

0 4' 8' 16'
SCALE: 1/8" = 1'-0"

A

B

KEY PLAN

PLAN
NORTH

1 ROOF ACCESS LADDER AND HATCH ABOVE
2 1 HR FIRE RATED CEILING AT 12'-0" AFF - REFER TO DETAIL 2 ON DWG

A14-113
3 1 HR FIRE RATED CEILING ABOVE AT 18'-0" AFF. REFER TO DETAIL 2 ON

DWG A14-113. INSTALL ABOVE ACT CEILING.
4 GYPSUM BOARD SOFFIT. REFER TO DETAIL 2 ON DWG A14-115
5 GYPSUM BOARD SOFFIT. REFER TO DETAIL 3 ON DWG A14-115
6 SKYLIGHT CEILING DIFFUSER AND REFLECTIVE TUBE
7 PAINTED STEEL FRAMING - REFER TO STRUCTURAL DWGS AND GENERAL

NOTE 9

REFLECTED CEILING PLAN SHEET KEYNOTES#
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GENERAL NOTES
REFER TO DWG A14-112 FOR GENERAL REFLECTED CEILING PLAN
NOTES.

REFER TO DWG A14-112 FOR REFLECTED CEILING PLAN SHEET
KEYNOTES.

REFER TO DWG A14-112 FOR REFLECTED CEILING PLAN SYMBOL
LEGEND.
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3
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4" 2'-0"

1 LAYER 5/8" FIRE RATED
GYPSUM BOARD

4"-20 GA STEEL C-H
STUDS AT 24" OC TO
SPAN 8'-8"

1" SHAFT LINER

1-HOUR FIRE RATED
HORIZ SHAFT ASSEMBLY
PEI AER-09038

4"-20 GA J-RUNNER 4
SIDES

1 5/8" TYPE S SCREWS AT
12" OC, TYP

POWDER ACTUATED
FASTENERS AT 12"
OC MAX. MIN SHEAR
OF 200 LBS

SEALANT

8" CMU BOND BEAM
- SEE STRUCT DWGS

8" CMU

REV. DATE REVISION   DESCRIPTION SHEET  NO.

THE INFORMATION, INCLUDING ESTIMATED

SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

QUANTITIES OF WORK, SHOWN ON THESE

DESIGNER/DRAFTER:

CHECKED   BY:
STATE OF CONNECTICUT

DEPARTMENT OF TRANSPORTATION

PROJECT    TITLE: TOWN:

DRAWING   TITLE:

NEW  HAVEN
PROJECT  NO:

DRAWING   NO:

SHEET  NO:

Filename:

SIGNATURE/
BLOCK:PB

RJS

ARCHITECTURAL FIRST FLOOR REFLECTED
CEILING PLAN - AREA B

A14-113

301-0124

MOWBLDG-A-18965MOW.RVT

0 4' 8' 16'
SCALE: 1/8" = 1'-0"

 1/8" = 1'-0"
FIRST FLOOR REFLECTED CEILING PLAN - AREA B
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KEY PLAN
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NORTH

 1/4" = 1'-0"
ENLARGED REFLECTED CEILING PLAN1
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GENERAL NOTES
REFER TO DWG A14-112 FOR GENERAL REFLECTED CEILING PLAN
NOTES.

REFER TO DWG A14-112 FOR REFLECTED CEILING PLAN SHEET
KEYNOTES.
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ENLARGED REFLECTED CEILING PLAN1
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SOFFIT DETAIL2
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ARCHITECTURAL ROOF PLAN -
OVERALL

A14-121
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GENERAL NOTES

PLAN
NORTH

0 8' 16' 32'
SCALE: 1/16" = 1'-0"

 1/16" = 1'-0"
OVERALL ROOF PLAN

1. REFER TO DWG A14-122 FOR ROOF PLAN GENERAL NOTES

2. REFER TO DWG A14-122 FOR ROOF PLAN SHEET KEYNOTES
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ARCHITECTURAL ROOF PLAN -
AREA A

A14-122

301-0124

MOWBLDG-A-18965MOW.RVT

0 4' 8' 16'
SCALE: 1/8" = 1'-0"

 1/8" = 1'-0"
ROOF PLAN - AREA A

PLAN
NORTH

ROOF PLAN GENERAL NOTES
REFER TO MECHANICAL, PLUMBING AND ELECTRICAL
DRAWINGS FOR ROOF MOUNTED EQUIPMENT AND
ROOF PENETRATIONS NOT INDICATED.

REFER TO ELECTRICAL DRAWINGS FOR LIGHTNING
PROTECTION SYSTEM.

REFER TO STRUCTURAL FRAMING DWGS FOR SLOPE
OF ROOF STEEL AND METAL DECK.

1.

2.

3.

ROOF PLAN SHEET KEYNOTES

ROOF PLAN SYMBOLS LEGEND

KEY PLAN

A

B

1 SINGLE PLY TPO MEMBRANE ROOF SYSTEM ON TAPERED
RIGID INSULATION

2 TAPERED INSULATION CRICKET AT 1/4 INCH PER FOOT
SLOPE

3 ALUMINIUM COPING

4 ROOF HATCH AND GUARDRAIL

5 ROOF DRAIN - SEE PLUMBING DWGS

6 VENT THRU ROOF - SEE PLUMBING DWGS

7 MECHANICAL EQUIPMENT - SEE MECHANICAL DWGS. SEE
STRUCTURAL DRAWINGS FOR CONCRETE FILL DETAIL
WHERE IT OCCURS.

8 ALUMINUM COMPOSITE MATERIAL FASCIA WITH ALUMINIUM
COPING

9 SKYLIGHT

10 STEEL CANOPY SUPPORT - SEE STRUCTURAL DWGS

11 MECHANICAL DUCT ROOF PENETRATION - SEE MECHANICAL
DWGS. PROVIDE WALK PADS UNDER PEDESTALS FOR
SUPPORTS OF HORIZONTAL DUCT RUN.

12 OVERFLOW ROOF DRAIN - SEE PLUMBING DWGS

13 GAS LINE PENETRATION - SEE PLUMBING DWGS

14 EXHAUST FAN - SEE MECHANICAL DWGS

15 OVERFLOW SCUPPER

16 WALK PADS FULLY ADHERED TO ROOF MEMBRANE

17 COMPRESSORS ON EQUIPMENT RAILS - SEE MECHANICAL
DWGS. REFER TO DETAIL 7/A14-504 FOR SIMILAR ROOF
FLASHING DETAIL

18 LIGHTNING PROTECTION - SEE ELECTRICAL DRAWINGS

19 SECURITY CAMERA - SEE FACILITIES SECURITY DRAWINGS

20 PIPE PORTAL - SEE MECHANICAL DRAWINGS - REFER TO
DETAIL 7/A14-504 FOR ROOF FLASHING

#
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SCALE: 1/8" = 1'-0"
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GENERAL NOTES
1. REFER TO DWG A14-122 FOR ROOF PLAN GENERAL NOTES

2. REFER TO DWG A14-122 FOR ROOF PLAN SHEET KEYNOTES

3. REFER TO DWG A14-122 FOR ROOF PLAN SYMBOLS LEGEND

 1/8" = 1'-0"
ROOF PLAN - AREA B
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 1/16" = 1'-0"A14-101
EXTERIOR ELEVATION1

 1/16" = 1'-0"A14-101
EXTERIOR ELEVATION4

 1/16" = 1'-0"A14-101
EXTERIOR ELEVATION2

 1/16" = 1'-0"A14-101
EXTERIOR ELEVATION3

0 8' 16' 32'
SCALE: 1/16" = 1'-0"

GENERAL ELEVATION NOTES
1. REFER TO DWG A14-202 THROUGH DWG A14-204 FOR ENLARGED

EXTERIOR ELEVATIONS.

2. REFER TO DWG A14-202 FOR GENERAL ELEVATION NOTES.

3. REFER TO DWG A14-202 FOR EXTERIOR MATERIALS LEGEND.

4. REFER TO CIVIL DRAWINGS FOR SITE GRADE ELEVATIONS AND
FIRST FLOOR ELEVATIONS.
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GENERAL ELEVATION NOTES
1. REFER TO FLOOR PLANS DRAWINGS A14-102 THROUGH A14-105 FOR EXTERIOR DOOR,

WINDOW, STOREFRONT, AND CURTAIN WALL.

2. REFER TO BUILDING SECTIONS DRAWINGS A14-301 THROUGH A14-303
FOR WALL SECTION REFERENCES.
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A14-202
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MOWBLDG-A-18965MOW.RVT

 1/8" = 1'-0"
EXTERIOR ELEVATION1

 1/8" = 1'-0"
EXTERIOR ELEVATION2

0 4' 8' 16'
SCALE: 1/8" = 1'-0"

A

B

1

2

KEY PLAN

1 METAL PANEL - FLAT - COLOR 1
2 METAL PANEL - FLAT - COLOR 3
3 METAL PANEL - HORIZONTAL RIBBED TYPE A - COLOR 2
4 METAL PANEL - HORIZONTAL RIBBED TYPE B - COLOR 2
5 CONCRETE FOUNDATION
6 ALUMINUM WINDOWS
7 ALUMINUM CURTAINWALL SYSTEM
8 ALUMINUM COPING
9 CHAIN LINK FENCE (HIDDEN FOR CLARITY). REFER TO DETAIL 6/A14-505
10 DUST COLLECTOR AND WELDING EXTRACTOR - SEE MECHANICAL DWGS
11 CONCRETE STAIR
12 GUARDRAIL AND HANDRAIL
13 GUARDRAIL
15 ALUMINUM COMPOSITE MATERIAL FASCIA
16 PAINTED HOLLOW METAL DOOR AND FRAME
17 PAINTED OVERHEAD COILING DOOR
18 PAINTED STEEL CANOPY SUPPORTS - SEE STRUCTURAL DWGS
19 EXTERIOR LIGHT FIXTURE - SEE ELECTRICAL DWGS
20 ELECTRICAL EQUIPMENT - SEE ELECTRICAL DWGS
21 SECURITY CAMERA - SEE FACILITIES SECURITY DWGS
22 LIGHTNING PROTECTION - SEE ELECTRICAL DWGS
23 DOCK BUMPERS
24 GROUND-FACE STACK BOND CMU
26 PAINTED CMU
27 PANEL JOINT
28 WALL HYDRANT - SEE PLUMBING
29 SCUPPER
30 RAINWATER OVERFLOW OUTLET - SEE PLUMBING
31 RADIANT HEATER COMBUSTION AIR OR EXHAUST DUCT - SEE MECHANICAL
32 CMU VENEER CONTROL JOINTS
33 GAS LINES - SEE PLUMBING DWGS
34 MAIN BUILDING SIGN - TOP OF SIGN ELEVATION 38'-6"
35 MAIN ENTRANCE SIGN - TOP OF SIGN ELEVATION 13'-6"

EXTERIOR MATERIALS LEGEND#

A14-202

A14-202

EXTERIOR FINISHES SCHEDULE

FINISH
MARK FINISH ITEM MANUFACTURER ITEM # COLOR

COLOR 1 METAL PANEL CENTRIA 9917 LIGHT GRAY
COLOR 2 METAL PANEL CENTRIA 9918 DOVE GRAY
COLOR 3 METAL PANEL BENJAMIN MOORE 2004-10 CUSTOM COLOR

ALUMINUM COMPOSITE MATERIAL
FASCIA ( ENTRANCE CANOPY AND
LOADING DOCK)

TO MATCH COLOR 1

ALUMINUM WINDOWS TO MATCH COLOR 2
CURTAINWALL TO MATCH COLOR 2
RAILINGS TO MATCH COLOR 2
HM AND OVERHEAD DOORS TO MATCH COLOR 2
GROUND FACE CMU GEMSTONE CHARCOAL / GROUT

WR 272
PAINTED CMU (AT LOADING DOCK) TO MATCH COLOR 1
CANOPY STEEL SUPPORTS TO MATCH COLOR 1
GLASS PPG SOLAR GRAY
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GENERAL ELEVATION NOTES
1. REFER TO A14-202 FOR GENERAL ELEVATION NOTES.

2. REFER TO A14-202 FOR EXTERIOR MATERIALS LEGEND.
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GENERAL ELEVATION NOTES
1. REFER TO A14-202 FOR GENERAL ELEVATION NOTES.

2. REFER TO A14-202 FOR EXTERIOR MATERIALS LEGEND.
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 1/8" = 1'-0"A14-101
BUILDING SECTION1

 1/8" = 1'-0"A14-101
BUILDING SECTION2

0 4' 8' 16'
SCALE: 1/8" = 1'-0"

GENERAL NOTES
1. SUSPENDED LOADS SHALL NOT BE SUSPENDED FROM,

OR ATTACHED TO, THE ROOF DECK. SUPPORT OF LOADS
FROM BAR JOISTS SHALL BE ATTACHED AT PANEL
POINTS ONLY.
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SCALE: 1/16" = 1'-0"

 1/8" = 1'-0"A14-101
BUILDING SECTION4

 1/8" = 1'-0"A14-101
BUILDING SECTION2

 1/8" = 1'-0"A14-101
BUILDING SECTION3

 1/8" = 1'-0"A14-101
BUILDING SECTION1
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SEE STRL

CEILING AS SCHED

CONCRETE SLAB
ON METAL DECK
- SEE STRUCT

CEILING AS SCHED

SINGLE PLY MEMBRANE ON
RIGID INSULATION (R-20
MIN), AIR BARRIER AND
DECK SHEATHING

2
A14-502

3
A14-502

4
A14-502

1
A14-502

5/8" GWB ON
VAPOR BARRIER

TOP OF MASONRY
14'-0"
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SUBGIRTS, AIR
BARRIER ON 8" CMU

METAL WALL PANEL
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SHEATHING, COLD
FORMED METAL
FRAMING WITH R-13
BATT INSULATION

SIM

FIRST FLOOR
0' - 0"

SECOND FLOOR
22' - 2"

4
TOP OF CFMF - HIGH ROOF

40' - 0"

FOR ADDITIONAL INFORMATION
- SEE SECTION /3 A14-305

CMU VENEER, AIR SPACE, RIGID
INSULATION (R-12.5 MIN),
AIR BARRIER, 8" CMU
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- SEE STRUCT

STEEL COLUMN BEYOND
- SEE STRUCT.

DOCK
BUMPERS

7
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PARAPET BEYOND

CANOPY SUPPORT
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INTEGRATED
ALUMINUM WINDOW

CURTAINWALL
BEYOND

CONC STAIR
BEYOND

SOLID SURFACE SILL

CONC SLAB
- SEE STRUCT
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GRADE

REV. DATE REVISION   DESCRIPTION SHEET  NO.

THE INFORMATION, INCLUDING ESTIMATED

SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

QUANTITIES OF WORK, SHOWN ON THESE

DESIGNER/DRAFTER:

CHECKED   BY:
STATE OF CONNECTICUT

DEPARTMENT OF TRANSPORTATION

PROJECT    TITLE: TOWN:

DRAWING   TITLE:

NEW  HAVEN
PROJECT  NO:

DRAWING   NO:

SHEET  NO:

Filename:

SIGNATURE/
BLOCK:PB

RJS

ARCHITECTURAL WALL
SECTIONS

A14-306

301-0124

MOWBLDG-A-18965MOW.RVT

 3/8" = 1'-0"A14-302
WALL SECTION2

 3/8" = 1'-0"A14-302
WALL SECTION3

 3/8" = 1'-0"A14-302
WALL SECTION1

FOR ADDITIONAL INFORMATION
- SEE SECTION 2/A14-306

0 1'-4" 2'-8"
SCALE: 3/8" = 1'-0"

5'-4"
08.29

PARSONS BRINCKERHOFF
VIRGINIA BEACH, VA



FIRST FLOOR
0' - 0"

SECOND FLOOR
22' - 2"

1

2' 
- 0

"
2' 

- 0
"

4' 
- 0

"
2' 

- 0
"

6' 
- 0

"
10

' -
 0

"

TOP OF CMU

CONC
SIDEWALK,
SEE CIVIL

GUARDRAIL

CONC STAIR
- SEE STRUCT

CONC FOUNDATION
- SEE STRUCT

CONC SLAB
- SEE STRUCT

CEILING AS SCHED
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METAL SOFFIT PANEL

CMU VENEER,
AIR SPACE, RIGID
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12.5 MIN) AIR
BARRIER, 8" CMU

OVERHEAD
COILING DOOR

STEEL PLATE
JAMB BEYOND

STEEL PIPE
BOLLARDS BEYOND

STEEL BEAM
- SEE STRUCT

CONC FOUNDATION
- SEE STRUCT

SIM
OPP

3/A14-305

CONC FOUNDATION
- SEE STRUCT

FIRST FLOOR
0' - 0"

ROOF T.O.S.
36' - 2"

SECOND FLOOR
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10.6

TOP OF CFMF - LOW ROOF
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- SEE STRUCT

STEEL COLUMN
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1/2" PREMOLDED
EXPANSION JOINT

SINGLE PLY
MEMBRANE, RIGID
INSULATION (R-20 MIN),
AIR BARRIER, DECK
SHEATHING

2
A14-502

SIM

STEEL BEAM
- SEE STRUCT

CEILING AS SCHED
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1
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MEMBRANE, RIGID
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MIN), AIR BARRIER,
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STEEL BEAM
- SEE STRUCT

CEILING AS SCHEDMETAL PANEL SOFFIT

CONC SLAB
- SEE STRUCT

CMU VENEER

CMU VENEER, AIR SPACE,
RIGID INSULATION
(R-12.5 MIN), AIR
BARRIER, 8" CMU

CONC FOUNDATION
- SEE STRUCT
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ARCHITECTURAL ENLARGED VESTIBULE,
RAMP AND STAIR PLANS

A14-401

301-0124

MOWBLDG-A-18965MOW.RVT

 1/4" = 1'-0"
ENLARGED VESTIBULE PLAN1

0 2' 4' 8'
SCALE: 1/4" = 1'-0"

 1/4" = 1'-0"A14-102
ENLARGED RAMP PLAN2

 1/4" = 1'-0"A14-102
ENLARGED STAIR PLAN5

 1/4" = 1'-0"A14-102
ENLARGED STAIR PLAN3

 1/4" = 1'-0"A14-102
ENLARGED STAIR PLAN6

 1/4" = 1'-0"A14-102
ENLARGED STAIR PLAN4

GENERAL NOTES
REFER TO DWG A14-102 FOR GENERAL NOTES.

PROVIDE NON-SLIP BROOM FINISH ON HORIZONTAL SURFACE OF
ALL EXTERIOR CONCRETE LANDINGS, STAIRS AND RAMPS.

SLOPE LANDINGS AND SLABS AS INDICATED.
FINISH FLOOR 0'-0" = 16.00 FT, NAVD88

REFER TO CIVIL GRADING PLANS DRAWING CC-011 FOR
ADDITIONAL FINAL GRADE ELEVATIONS AT CONCRETE WALKS
AND PAVEMENT.

SHEET KEY NOTES

1.

2.

3.

4.

#

1. GUARDRAIL AND HANDRAIL.

2. GUARDRAIL.

3. POST MOUNTED HANDRAIL.

4. CONCRETE RAMP AND LANDINGS.   REFER TO STRUCTURAL.

5. CONCRETE STAIR AND LANDING.  REFER TO STRUCTURAL.

6. WELDING EQUIPMENT.  SEE MECHANICAL.
PROVIDE CONC. PAD AT ELEVATION 16.50'.

7. DUST COLLECTOR. SEE MECHANICAL.
PROVIDE CONC. PAD AT ELEVATION 16.50'.

8. CONCRETE SLAB EXPANSION JOINT AT DOOR. SEE
STRUCTURAL.

9.   PROVIDE 8 FOOT LONG FULL DEPTH OF TREAD STEEL PLATE
      STEP COVER WITH ANTI-SLIP SURFACE AND WARNING TEXT
      "WATCH YOUR STEP". MANUFACTURER: SAFEGUARD
      TECHNOLOGY ; BULLNOSE STEP COVER; OR EQUAL.

A14-103
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 1/4" = 1'-0"A14-102
ENLARGED STAIR PLAN2

 1/4" = 1'-0"A14-102
ENLARGED STAIR PLAN4

 1/4" = 1'-0"A14-104
ENLARGED STAIR PLAN3

 1/4" = 1'-0"A14-104
ENLARGED STAIR PLAN1

 1 1/2" = 1'-0"A14-403
INTERIOR GUARDRAIL DETAIL5

 3" = 1'-0"A14-402
WALL HANDRAIL DETAIL6

 1 1/2" = 1'-0"A14-403
INTERIOR STAIR TREAD DETAIL7

 1 1/2" = 1'-0"
EXTERIOR GUARDRAIL DETAIL8

 1 1/2" = 1'-0"
EXTERIOR POST MOUNTED HANDRAIL9

0 2" 4" 8" 0 4" 8" 1'-4"

0 4" 8" 1'-4"0 4" 8" 1'-4"

0 4" 8" 1'-4"  1 1/2" = 1'-0"
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0 4" 8" 1'-4"
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 1/4" = 1'-0"A14-402
STAIR SECTION1

 1/4" = 1'-0"A14-402
STAIR SECTION2

0 2' 4' 8'
SCALE: 1/4" = 1'-0"

 1/4" = 1'-0"A14-401
STAIR SECTION3

 1/4" = 1'-0"A14-401
STAIR SECTION5

 1/4" = 1'-0"A14-401
STAIR SECTION6

 1/4" = 1'-0"A14-401
STAIR SECTION4
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WATERPROOFING AND
PROTECTION BOARD ON
EXT SURFACES OF ELEV
PIT TO BOTTOM OF PIT
FOUNDATION

2 1/2"x3/8" BENT PLATE
WELDED TO STRINGERS
AND BOLTED TO PIT
FLOOR W/ 1/2" DIA EXP
BOLTS

PIT FOUNDATION - SEE
STRUCTURAL DWGS

WATERSTOP, TYP

7" MIN.
COORD. WITH
ELEVATOR MANUF.

NOTE: PIT LADDER SHALL BE GALVANIZED STEEL

2 1/2" X 3/8"
STRINGERS

WATERSTOP, TYP

4
A14-404

1.5

F.5

SUMP PIT W/ GALV
REMOVEABLE GRATE COVER
- SEE STRUCT DWGS

8'-0 3/8"

8'
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 3
/8

"1'-6 1/2"

PIT LADDER

FOUNDATION
- SEE STRUCT DWGS

8" CMU
TOE GUARD OR
HEAD ENCLOSURE
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BEAM - SEE
STRUCT DWGS

ELEVATOR HEAD AND
HEADER BY MANUF -
COORD ROUGH
OPENING SIZE WITH
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JAMB BEYOND
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GROUT SOLID

ELEVATOR JAMB
AND MOUNT BY
ELEV MANUF

ELEVATOR DOOR

ELEV DOOR
TRACK BEYOND

GROUT SOLID
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SEALANT

TOE GUARD OR
HEAD ENCLOSURE

8" CMU BOND BEAM -
SEE STRUCT DWGS

CONC FLOOR SLAB
- SEE STRUCT
DWGS

ELEVATOR DOOR
JAMB BEYOND

GROUT SOLID

ELEV DOOR TRACK - THRESHOLD
TO BE FLUSH W/ SCHED FINISH

VERIFY LENGTH, SIZE AND
ELEVATION OF STEEL ANGLE
W/ MANUF

5"

SECOND FLOOR
22' - 2"

T.O. CMU
21' - 9"

STEEL ANGLE
- SEE STRUCT DWGS
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A14-404
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MOWBLDG-A-18965MOW.RVT

 3/8" = 1'-0"A14-404
ELEVATOR SECTION4

0 2' 4' 8'

 1/4" = 1'-0"A14-102
ENLARGED ELEVATOR PLAN2

 1/4" = 1'-0"A14-104
ENLARGED ELEVATOR PLAN3

 1 1/2" = 1'-0"A14-404
ELEVATOR LADDER DETAIL8

 1/4" = 1'-0"A14-102
ENLARGED ELEVATOR PIT PLAN1

 1 1/2" = 1'-0"A14-404
ELEVATOR HEAD DETAIL7

 1 1/2" = 1'-0"A14-404
ELEVATOR JAMB DETAIL6

 1 1/2" = 1'-0"A14-404
ELEVATOR SILL DETAIL5

SCALE AS NOTED

0 2' 4' 8'

0 2' 4' 8'

0 1'-4" 2'-8" 5'-4"

0 4" 8" 1'-4"

0 4" 8" 1'-4"

0 4" 8" 1'-4"

0 4" 8" 1'-4"

GENERAL NOTES
CONTRACTOR SHALL VERIFY CLEAR INSIDE DIMENSIONS OF
ELEVATOR PIT AND SHAFT INDICATED WITH APPROVED
ELEVATOR SUBMITTAL PRIOR TO CONSTRUCTION.

1.
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ARCHITECTURAL ENLARGED RESTROOM
PLANS AND ACCESSORY SCHEDULE

A14-405

301-0124

MOWBLDG-A-18965MOW.RVT

0 2' 4' 8'
SCALE: 1/4" = 1'-0"

MARK DESCRIPTION REMARKS
1 36" GRAB BAR - HORIZONTAL
2 42" GRAB BAR - HORIZONTAL
3 18" GRAB BAR - VERTICAL
4 HAND DRYER
5 STAINLESS STEEL FRAME MIRROR - 24" X 36"
6 SOAP DISPENSER
7 SWING UP GRAB BAR
8 TOILET TISSUE DISPENSER
9 NAPKIN DISPOSAL
10 COMBINATION HOOK AND BUMPER
11 TOWEL DISPENSER / WASTE RECEPTACLE
12 ADA SHOWER SEAT
13 SHOWER CURTAIN AND ROD
14 GRAB BAR - ADA SHOWER
15 COMBINATION UTILITY SHELF/MOP HOLDER
16 HEAVY DUTY ROBE HOOK
17 TOWEL BAR 2
18 BENCH - LK-2 - "20" x 42" ABA
19 LOCKER - LK -1 3
20 URINAL PARTITION
21 TOILET PARTITION
22 ELEC. WATER COOLER - SEE PLUMBING

 1/4" = 1'-0"A14-102
ENLARGED ANNOTATION PLAN1

 1/4" = 1'-0"A14-104
ENLARGED ANNOTATION PLAN2

 1/4" = 1'-0"A14-104
ENLARGED DIMENSION PLAN3

 1/4" = 1'-0"A14-102
ENLARGED DIMENSION PLAN4

LAVATORY

TOILET ACCESSORY MOUNTING HEIGHTS

WATER CLOSET AND URINAL

SHOWER

UNLESS OTHERWISE INDICATED, REFER TO WATER CLOSET AND
URINAL DETAILS, LAVATORY DETAILS, SHOWER DETAILS, AND
TOILET ACCESSORY MOUNTING HEIGHTS ON THIS SHEET FOR
ACCESSORY MOUNTING HEIGHTS.

36" TO CENTERLINE OF TOWEL BAR.

REFER TO 6/A14-406 FOR LOCKER BASE DETAIL.

TOILET ACCESSORY SCHEDULE#

REMARKS:

ENLARGED RESTROOM PLAN
GENERAL NOTES

DIMENSIONS ARE TO FACE OF MASONRY, FACE OF METAL STUD,
OR TO COLUMN CENTERLINE UNLESS NOTED OTHERWISE.

REFER TO PLUMBING DRAWINGS FOR FIXTURES AND FLOOR
DRAINS.

PROVIDE 2x WOOD BLOCKING OR MINIMUM 20 GAUGE METAL
STRAPPING ATTACHED TO STUDS TO MEET LOADING
REQUIREMENTS OF ACCESSORIES.

DASHED LINES IN PLANS INDICATE REQUIRED ADA CLEARANCES.

1.

2.

3.

1.

2.

3.

4.
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6" CONC CURB IN ROOM  220
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ARCHITECTURAL ENLARGED LOCKER ROOM
PLANS AND WIRE MESH PARTITIONS

A14-406

301-0124

MOWBLDG-A-18965MOW.RVT

 1/4" = 1'-0"
TYP INTERIOR ELEVATION - WIRE MESH PARTITION3

 1/4" = 1'-0"A14-104
ENLARGED LOCKERS2

 1/4" = 1'-0"A14-104
ENLARGED LOCKERS1

 1/4" = 1'-0"A14-104
ENLARGED LOCKERS4

 1/4" = 1'-0"A14-104
ENLARGED LOCKERS5

0 2' 4' 8'
SCALE: 1/4" = 1'-0"

GENERAL NOTES
REFER TO DWG A14-405 TOILET ACCESSORY SCHEDULE

INTERIOR DIMENSIONS ARE TO FACE OF METAL STUD OR
COLUMN CENTERLINE.

DASHED LINES IN PLANS INDICATE REQUIRED ADA CLEARANCES.

NOTE:  PROVIDE FRAMED OPENING WHERE STRUCTURAL FRAMING, MECHANICAL, PLUMBING, OR ELECTRICAL
EQUIPMENT PENETRATES WIRE MESH. REFER TO PLANS FOR LOCATIONS AND FIELD VERIFY.

1.

2.

3.

A14-105 A14-105

 3/4" = 1'-0"
LOCKER BASE DETAIL6

A14-405
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A14-407
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A14-407
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A14-407

2'-0" 2'-0"3'-0" 3'-6" 1'-6"

PLAM-1 (TYP)
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REFRIGERATOR
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(NIC)

3'-1 1/8"

4
A14-407

2'-6" 2'-6" 2'-6" 2'-6"

RECESSED TOE KICK WITH
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AND 4" HIGH BACKSPLASH
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"
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WIRE PULL (TYP)
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BLOCKING - TYP
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-1
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-8
"

RECESSED TOE KICK
WITH SCHEDULED BASE

(QTY 1) ADJ. SHELF ON
RECESSED METAL SHELF
STANDARDS
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-6
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2'-0"

DRAWER (TYP)

WIRE PULL (TYP)

4"

1/
8"

1 
1/

2"
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3/
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1'
-1

0"

4"

SOLID SURFACE
COUNTERTOP AND 4" HIGH
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(QTY 2) ADJ. SHELVES ON RECESSED
METAL SHELF STANDARDS

WALL CABINET

BLOCKING - TYP

2'
-1

0"
1'

-8
"

1'
-6

"

BASE CABINET

STATIONARY FASCIA PANEL
AT SINK, PLASTIC LAMINATE
WITH WIRE PULL

SOLID SURFACE COUNTERTOP  AND 4"
HIGH BACKSPLASH

SINK-REFER TO
PLUMBING DRAWINGS

2'
-1

0"
2'

-8
"

2'-0"

1 
1/

2"
1/

8"

6"

3/
8"

1'
-1

0"
4"

WALL CABINET

WIRE PULL (TYP)

4"

RECESSED TOE KICK
WITH SCHEDULED BASE

BLOCKING - TYP

1'
-0

"

WALL CABINET WITH WIRE PULL

6'
-0

"

REFRIGERATOR, NOT IN
CONTRACT

BLOCKING - TYP
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ARCHITECTURAL INTERIOR CASEWORK
ELEVATIONS AND SECTIONS

A14-407

301-0124

MOWBLDG-A-18965MOW.RVT

 1/4" = 1'-0"A14-104
CASEWORK AT 219 VEND/KITCHEN1

 1/4" = 1'-0"A14-104
CASEWORK AT 214 COPY2

 1 1/2" = 1'-0"A14-407
CASEWORK SECTION3

 1 1/2" = 1'-0"A14-407
CASEWORK SECTION4

 1 1/2" = 1'-0"A14-407
CASEWORK SECTION5

 1 1/2" = 1'-0"A14-407
CASEWORK SECTION6

SS-1

PLAM-1 (TYP)

GENERAL NOTES
REFER TO FINISH LEGEND A14-605.

REFER TO PLUMBING DWGS FOR SINKS AND FAUCETS.

FIELD VERIFY DIMENSIONS INDICATED PRIOR TO CASEWORK
FABRICATION.

1.

2.

3.

0 4" 8" 1'-4"
SCALE: 1 1/2" = 1'-0"

0 2' 4' 8' 0 2' 4' 8'

PNT-2

SS-1 SIDESPLASH
(@ BOTH ENDS)

RB-1

PNT-2

PLAM-1 (TYP)
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INTERIOR PARTITION TYPE LEGEND

TYPEDESCRIPTION COMMENTSRATING STC(MIN)

14'-0"

CMU

C1 - - 7 5/8" CMU

14'-0"

CMU

C2 - - 6" MTL STUD
5/8" GWB
7 5/8" CMU

METAL STUD

1 LAYER GWB EACH SIDE

UOS

INTERIOR PARTITION TYPE LEGEND

TYPEDESCRIPTION COMMENTSRATING STC(MIN)

12'-0"

CMU

C3 - - 7 5/8" CMU
7/8" FURRING
3/4" FIRE RETARDANT
TREATED PLYWOOD

CMU

C4 - - 5 5/8" CMU
TO UNDERSIDE OF STAIR STRINGER

14'-0"

CMU

CR3 1 HR
UL - U419
UL - U906

- 6" MTL STUD
5/8" GWB
7 5/8" CMU

METAL STUD

1 LAYER "TYPE X" GWB EACH SIDE

CMU

CR1 1 HR
UL - U906

- 7 5/8" CMU

CMU

MTL STUDS ONE SIDE

GWB ONE SIDE

CR2 CR2 - 1 HR
UL - U906

- 7 5/8" CMU
2 1/2" METAL STUDS
5/8" GWB

UOS

14'-0"

CMU

CR4 2 HR
UL - U419
UL - U906

- 3 5/8" MTL STUD 14-0"
5/8" GWB 14'-0"

7 5/8" CMU

METAL STUD

2 LAYER "TYPE X" GWB EACH SIDE

UOS

FURRING ONE SIDE

PLYWOOD ONE SIDE

INTERIOR PARTITION TYPE LEGEND

TYPEDESCRIPTION COMMENTSRATING STC(MIN)

METAL STUD

1 LAYER GWB ONE SIDE

G1 - - TO 6" ABOVE CEILING
2 1/2" MTL STUD
5/8" GWB

G2A - - 3 5/8" MTL STUD
5/8" GWB

G2B - 45 3 5/8" MTL STUD
5/8" "TYPE X" GWB
3 1/2" SOUND ATTENUATION BATT
INSULATION

INSULATION

METAL STUD

1 LAYER GWB EA SIDE

G3A - - 3 5/8" MTL STUD
5/8" GWB

G3B - 45 3 5/8" MTL STUD
5/8" "TYPE X" GWB
3 1/2" SOUND ATTENUATION BATT
INSULATION

METAL STUD

1 LAYER GWB ONE SIDE

INSULATION

C5 - - 7 5/8" CMU
- SEE STRUCT DWG FOR ELEVATION

UOS

UOS

UOS

UOS

CR2A CR2A- 2 HR
UL - U906

7 5/8" CMU
7/8" METAL FURRING
5/8" GWB

CR2A - EXTERIOR CLADDING
NOT SHOWN

CR1A 2 HR
UL - U906

- 7 5/8" CMU

CR1A - EXTERIOR CLADDING
NOT SHOWN

C2A - - 6" MTL STUD
5/8" GWB
3 1/2" R11 BATT INSULATION
6 MIL POLY VAPOR BARRIER ON SHOP SIDE
7 5/8" CMU

CR3A 1 HR
UL - U419
UL - U906

- 6" MTL STUD
5/8" GWB
3 1/2" R11 BATT INSULATION
6 MIL POLY VAPOR BARRIER ON SHOP SIDE
7 5/8" CMU
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ARCHITECTURAL PARTITION
TYPES

A14-501

301-0124

MOWBLDG-A-18965MOW.RVT

GENERAL PARTITION TYPE NOTES
REFER TO STRUCTURAL DRAWINGS FOR MASONRY REINFORCING
AND GROUT.

PROVIDE BLOCKING IN PARTITION FOR CASEWORK, PLUMBING
FIXTURES, EQUIPMENT, ETC., COORDINATE LOCATIONS.

PROVIDE MOISTURE RESISTANT GWB IN TOILET ROOMS, TOILET
ROOM VESTIBULES, SHOWERS, LOCKERS, AND JANITOR ROOMS;
WHERE NOT TILED.

PROVIDE CEMENTITIOUS BACKER BOARD WHERE TILED.

ALL CMU SHALL BE CUT AND FIT TIGHT TO STRUCTURAL STEEL
MEMBER PROFILES WHERE STEEL PENETRATES THE CMU WALL.
PROVIDE SEALANT AND OR FIRESTOPPING AT PERIMETER OF STEEL
PENETRATION.

AT TOP OF ALL FIRE RATED WALLS PROVIDE UL RATED
FIRESTOPPING AND OR SEALANT REQUIRED TO COMPLY WITH WALL
U.L. NO. INDICATED.

UOS INDICATES TO UNDERSIDE OF SLAB ABOVE (METAL DECK AT
SECOND FLOOR AND ROOF DECK)

1.

2.

3.

4.

5.

6.

7.

08.38

PARSONS BRINCKERHOFF
VIRGINIA BEACH, VA



5/8" EXTERIOR GYP SHEATHING

CONT AIR BARRIER - WRAP OVER
TOP OF CFMF TO EXT WALL

6" CFMF

BATT INSULATION

5/8" EXT GYP
SHEATHING

CONT AIR
BARRIER

RIGID INSULATION, R 12.5 MIN

SINGLE PLY ROOFING MEMBRANE -
WRAP OVER TO TOP OF WD
BLOCKING

FRT
WOOD BLOCKING

5/8"  FRT EXT  GRADE
PLYWOOD SHEATHINGRIGID

INSULATION

METAL WALL
PANEL

INTEGRAL METAL
WALL PANEL
SYSTEM COPING

3/4" Z GIRT

0.040 INCH PREFINISHED ALUMINUM
COPING WITH CONTINUOUS 0.050
INCH CLEAT

M
AX4"

BATT INSULATION

6" CFMF

CONT AIR BARRIER

METAL WALL
PANEL

3/4" Z GIRT

5/8" EXT GYP
SHEATHING

5/8" EXT GYP SHEATHING
CONT AIR BARRIER
RIGID INSULATION, R 12.5 MIN
5/8" FRT EXT PLYWOOD SHEATHING
SINGLE PLY ROOF MEMBRANE

CANT STRIP
RIGID INSULATION

CONT AIR BARRIER

DECK SHEATHING

METAL DECK
STEEL ANGLE - SEE STRUCT

5/8" GWB
CONT VAPOR BARRIER. SEAL
TO DECK

CLIP - SEE STRUCT

SECOND FLOOR
22' - 2"

METAL
WALL PANEL

3/4" Z GIRT

AIR BARRIER

5/8" EXT GYP
SHEATHING

VAPOR BARRIER
5/8" GWB

18 GA CLOSURE PLATE - SEE STRUCT

MTL DECK - SEE STRUCT

STL BEAM - SEE STRUCT

CONT VAPOR BARRIER

5/8" GWB

BATT INSULATION

6" CFMF

CONC. SLAB - SEE STRUCT

BATT INSULATION

5/8" EXT GYP
SHEATHING

CONT AIR BARRIER

3/4" Z GIRT

METAL WALL
PANEL

5/8" GWB

CONT VAPOR BARRIER

STEEL BEAM,
SEE STRL.

STEEL ANGLE -
SEE STRL

J- CLIP AND SEALANT

1'-4"

M
IN6"

ACT
5/8" GWB
SUSPENDED
DRYWALL GRID

FIRST FLOOR
0' - 0"

METAL WALL
PANEL

INTERGRATED
METAL PANEL
BASE CLOSURE

THRU-WALL
FLASHING IN BED
OF SEALANT

3/4" CHAMFER

3/4" Z GIRT

CMU
1/2" PREMOLDED EXPANSION
JOINT & SEALANT
CONC. SLAB - SEE STRUCT

CONC FOUNDATION
- SEE STRUCT

CONT AIR BARRIER. LAP
AND SEAL TO THRU WALL
FLASHING

RIGID INSULATION

BATT INSULATION
CONT VAPOR BARRIER
5/8" GWB

CMU

STL BEAM
- SEE STRUCT

CEILING AS SCHED

5/8" EXT SHEATHING

METAL WALL PANEL

3/4" Z GIRT

CONT AIR BARRIER

STEEL ANGLE
- SEE STRUCT

SINGLE PLY ROOFING
MEMBRANE - WRAP
OVER TOP OF BLOCKING

TAPERED ROOF
INSULATION

CANT STRIP

FRT WOOD BLOCKING

METAL PANEL SOFFIT

5/8" FRT EXT GRADE
PLYWOOD SHEATHING

6" CFMF

STL BEAM
- SEE STRUCT

MTL DECK
- SEE STRUCT

ACM PANEL

5/8"  EXT GYP
SHEATHING

1 1/2"  16 GA COLD
ROLLED CHANNELS
AT 24" OC

INTEGRAL ACM PANEL SYSTEM
COPING AND FASTENERS

PANEL JOINT
- SEE ELEVATIONS

PANEL JOINT

WEATHER BARRIER WRAP
TOP OF WOOD BLOCKING
AND GYP. SOFFIT

FRT WOOD BLOCKING

TOP OF CFMF
18'-2 1/2"

BOTTOM OF CFMF
14'-8 5/8"

CONT VAPOR
BARRIER

5/8" GWB

BATT INSULATION

RIGID INSULATION
R12.5 MIN

CMU

CONT AIR BARRIER

6" CFMF

WRAP & SEAL AIR BARRIER
TO FLASHING

CONT AIR BARRIER

3/4 Z GIRT

METAL WALL PANEL

PARAPET COPING BEYOND

INTEGRAL METAL WALL
PANEL BASE ENCLOSURE
2 PIECE 0.040 INCH PREFINISHED
ALUMINUM SNAP LOCK
COUNTERFLASHING

5/8"  FRT EXT GRADE
PLYWOOD SHEATHING

SINGLE PLY ROOFING MEMBRANE

CANT STRIP

TAPERED ROOF INSUL

MTL DECK

STL BEAM
- SEE STRUCT
STL BEAM BEYOND
- SEE STRUCT

1 1/2" 16 GA COLD ROLLED
CHANNELS AT 24" OC

METAL PANEL SOFFIT

CMU VENEER

T.O. MASONRY
14' - 0"

T.O. VENEER
14' - 8"

BACKER ROD AND SEALANT

BOTTOM OF
WALL PANEL
18'-0"

1

1

4" GROUND FACE
CMU TO 11'-4"

RIGID INSULATION
R12.5 MIN

METAL WALL
PANEL

8" CMU TO 12'-0"

BOND
BREAK

MASONRY VENEER
ANCHOR

CONT AIR
BARRIER

BOND BREAK
OVER AIR BARRIER

3/4" Z GIRT BACKER ROD AND
SEALANT

6" GROUND FACE
CMU TO 11'-4"

HANDRAIL

8" CMU TO 14'-0"
7 3/8" 1'-2" 10 5/8"

2'-8"

MASONRY
VENEER
ANCHOR

G

1

7 3/8" 1'-2" 10 5/8"

6" GROUND FACE
CMU TO 11'-4"

STEEL COLUMN -
SEE STRUCT

BOND BREAK

SHIMS,  SEALANT &
BACKER RODS
BOTH SIDES

STOREFRONT

4" GROUND FACE
CMU VENEER TO
11'-4"

MASONRY
VENEER
ANCHOR

BOND BREAK

CURTAINWALL

BACKER ROD
AND SEALANT

4" GROUND FACE
CMU VENEER

6" CMU TO 12'-0"

8" CMU TO 12'-0"

CONT AIR BARRIER

WRAP INSULATION & AIR
BARRIER TO 6" CMU BLOCK

RIGID INSUL. R12.5 MIN

8 
1/

8"
7 

1/
4"

2'-8"

BOND BREAK

FA
CE

OF
 M

AS
ON

RY

1'-0"
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ARCHITECTURAL EXTERIOR
WALL DETAILS

A14-502

301-0124

MOWBLDG-A-18965MOW.RVT

 1 1/2" = 1'-0"A14-304
DETAIL1

 1 1/2" = 1'-0"A14-304
DETAIL2

 1 1/2" = 1'-0"A14-305
DETAIL3

 1 1/2" = 1'-0"A14-306
DETAIL4

 1 1/2" = 1'-0"A14-304
DETAIL5

 1 1/2" = 1'-0"A14-307
DETAIL6

 1 1/2" = 1'-0"A14-303
DETAIL7

 1 1/2" = 1'-0"A14-305
DETAIL8

 1 1/2" = 1'-0"A14-401
PLAN DETAIL10

 1 1/2" = 1'-0"A14-401
PLAN DETAIL9

0 4" 8" 1'-4"
SCALE: 1 1/2" = 1'-0"

GENERAL NOTE
1.  ALL FASTENERS FOR COPINGS AND COUNTERFLASHINGS
SHALL COMPLY WITH FACTORY MUTUAL FM 1-49

A14-305

A14-306
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SECOND FLOOR
22' - 2"

1

CONC SLAB ON
METAL DECK
- SEE STRUCT

STEEL BEAM
- SEE STRUCT

6" CFMF
- SEE STRUCT

5/8" GWB

BATT INSULATION

METAL WALL PANEL

RIGID INSULATION
(R-12.5)

5/8" FRT. EXT. GRADE
PLYWOOD SHEATHING

SINGLE PLY ROOFING
MEMBRANE

CANT STRIP

RIGID INSULATION

STEEL BEAM
- SEE STRUCT

3 5/8" MTL STUD AT
16" OC

5/8" GWB CEILING

2 PIECE 0.040 INCH
PREFINISHED ALUM
SNAP LOCK
COUNTERFLASHING

CONT AIR BARRIER

METAL DECK

5/8" EXT. GYP SHEATHING

6" CFMF

AIR BARRIER AND
DECK SHEATHING

5/8"  GYP BD ON
3/8" METAL STUD

VAPOR BARRIER

BOTTOM OF
WALL PANEL

24'-0"

0.6CURTAINWALL

0.040 INCH PREFINISHED
ALUM. SILL FLASHING

CANT STRIP

SINGLE PLY ROOFING
MEMBRANE
RIGID INSULATION

STEEL BEAM
- SEE STRUCT

METAL DECK

5/8"  FRT EXT.
GRADE PLYWOOD
SHEATHING
RIGID INSULATION,
R12.5 MIN

CONT AIR
BARRIER

5/8" EXT GYP
SHEATHING

6" CFMF
- SEE STRUCT

BATT INSULATION

PAINTED
STEEL TUBE,
SEE STRUCT.

CONT VAPOR
BARRIER

5/8" GWB

CFMF SILL
- SEE STRUCT

STEEL COLUMN
BEYOND
- SEE STRUCT

STEEL CHANNEL
BRACE
- SEE STRUCT

OF SHEATHING

1'-0"  TO FACE3 3/8"

1 1/2" 16 GA COLD
ROLLED CHANNEL
AT 24 OC

METAL PANEL SOFFIT

ALUM CURTAINWALL

BACKER ROD &
SEALANT BOTH SIDES

FACE OF STOREFRONT

1'-3 3/8"

CFMF HEADER
- SEE STRUCT

27' - 4"
B.O. CFMF HEADER

J BEAD AND
SEALANTT.O. CFMF

30' - 6"

0.6

5/8" EXT  SHEATHING

6" CFMF

BATT
INSULATION

5/8"  EXT GYP.
SHEATHING

CONT AIR BARRIER

RIGID INSULATION (R 12.5 MIN)

SINGLE PLY ROOF MEMBRANE -
WRAP OVER TOP OF WOOD
BLOCKING

FRT WOOD
BLOCKING

0.040 INCH PREFINISHED ALUM
COPING WITH CONTINUOUS
0.050 INCH CLEAT

RIGID INSULATION

METAL WALL
PANEL

3/4" Z GIRT

WALL PANEL
HEAD TRIM

TAPERED ROOF INSULATION
CANT STRIP

5/8" FRT EXT PLYWOOD SHEATHING

STL BEAM
- SEE STRUCT

MTL DECK
- SEE STRUCT

CURTAINWALL

3 5/8" METAL STUD AT 16 OC

VAPOR BARRIER,
CONT TO DECK

5/8" GWB, CONTINUE
TO CURTAINWALL
FRAME

STEEL COLUMN BEYOND

VESTIBULE
24' - 0"

INTEGRAL MTL PANEL
SYSTEM COPING

DECK SHEATHING

CONT AIR BARRIER

BACKER ROD AND
SEALANT

OF SHEATHING

1'-0" TO FACE3 3/8"

FACE OF STOREFRONT

1'-3 3/8"

CFMF HEADER -
SEE STRUCT.

4"

FRT  WOOD BLOCKING

36' - 0"
B.O. CFMF

TOP OF CFMF

FIRST FLOOR
0' - 0"

8"  CMU

LAP AND SEAL AIR
BARRIER TO FLASHING
AND CONC. SLAB

THROUGH WALL
FLASH WITH WEEPS

CMU VENEER
RIGID INSULATION

PREMOLDED EXPANSION
JOINT AND SEALANT

FILL VOID WITH
GROUT

CONC. SLAB

1
A14-506

7 3/8"

FIRST FLOOR
0' - 0"

METAL WALL
PANEL

METAL PANEL
BASE CLOSURE

CONT AIR BARRIER

SEALANT

3/4" Z GIRT

CMU

COLUMN BEYOND,
SEE STRUCT.

PREMOLDED
EXPANSION JOINT
AND SEALANT

3/4" RIGID
INSULATION

4" CMU VENEER

PREFINISHED
0.040 INCH ALUM
SILL FLASHING

4 3/8" NOTE:
PROVIDE CONTROL JOINTS IN
MASONRY EVERY 25' MAX
ALIGN TO VERTICAL PANELS 3 5/8" METAL STUD

AT 16" OC
- SEE STRUCT

STEEL BEAM
- SEE STRUCTBEAM BEYOND

- SEE STRUCT

CEILING
AS SCHED

GROUNDFACE CMU
VENEER BEYOND

CFMF HEADER
- SEE STRUCT

6" CFMF
- SEE STRUCT

STOREFRONT

1'-1 3/8"8"

+ 11'- 4"

1'
-0

"

1'-0"

1

5/8" GWB

3 5/8" METAL
STUD AT 16 OC

5/8" GWB

10"

10 5/8"

SECOND FLOOR
22' - 2"

CONC SLAB ON METAL DECK
- SEE STRUCT

5/8" GWB

BATT INSULATION

RIGID INSULATION (R-12.5)

5/8" FRT EXT GRADE
PLYWOOD SHEATHING

SINGLE PLY ROOFING
MEMBRANE

CANT STRIP
RIGID INSULATION

2 PIECE 0.040 INCH
PREFINISHED ALUM SNAP
LOCK COUNTERFLASHING

CONT AIR BARRIER, WRAP
AND SEAL TO FLASHING

DECK SHEATHING

STEEL BEAM
- SEE STRUCT

STEEL BEAM BEYOND
- SEE STRUCT

5/8" EXT GYP SHEATHING

6" CFMF

VAPOR BARRIER
- SEAL TO SLAB

METAL DECK
- SEE STRUCT

STEEL COLUMN BEYOND
- SEE STRUCT

SINGLE PLY ROOFING
MEMBRANE - WRAP
OVER TOP OF BLOCKING

TAPERED ROOF
INSULATION

CANT STRIP

FRT WOOD
BLOCKING

5/8" FRT EXT GRADE
PLYWOOD SHEATHING

6" CFMF

STL BEAM
- SEE STRUCT

ACM PANEL

5/8"  EXT
SHEATHING

INTEGRAL ACM PANEL
SYSTEM COPING

PANEL JOINT
- SEE ELEVATIONS

METAL PANEL SOFFIT

1 1/2"  16 GA COLD
ROLLED CHANNELS
AT 24" OC

PANEL JOINT

METAL DECK
- SEE STRUCT

WEATHER BARRIER WRAP
TOP OF WOOD BLOCKING
AND GYP. SOFFIT

BOTTOM OF CFMF
11'-6 5/8"

TOP OF CFMF
14'-0"

FRT WOOD BLOCKING
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DETAIL1

 1 1/2" = 1'-0"A14-303
DETAIL2

 1 1/2" = 1'-0"A14-303
DETAIL3

 1 1/2" = 1'-0"A14-306
DETAIL5

 1 1/2" = 1'-0"A14-304
DETAIL6

 1 1/2" = 1'-0"A14-113
STOREFRONT ISF1- HEAD7

 1 1/2" = 1'-0"A14-304
DETAIL4

0 4" 8" 1'-4"
SCALE: 1 1/2" = 1'-0"

 1 1/2" = 1'-0"A14-305
DETAIL8

A14-305 A14-305

A14-503
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ROOF T.O.S.
36' - 2"

SECOND FLOOR
22' - 2"

5
A14-504

REFER TO
PARTITION TYPE

DOOR

LADDER

WALL BRACKET,
TYP.

WOOD BLOCKING,
TYP.

REFER TO
PARTITION TYPE

STEEL JOIST, SEE
STRUCT.

DRAIN STRAINER

MTL DECK
- SEE STRUCTURAL

DRAIN CLAMPING RING
TAPERED INSULATION, ROOF
SUMP 36" X 36" AREA, MIN 1"
THICK AT DRAIN
SINGLE PLY MEMBRANE
AIR BARRIER
DECK SHEATHING

DECK CLAMP

INSULATION - SEE PLUMBING

DRAIN PIPE

SINGLE PLY MEMBRANE ON
RIGID INSULATION (R-20 MIN
AND AIR BARRIER

ROOF HATCH AND
CURB

SINGLE PLY MEMBRANE
FLASHING

FRT.  WOOD
BLOCKING,
HEIGHT AS REQ.

MTL DECK
- SEE STRUCTURAL

DECK SHEATHING

LADDER

LADDER
SAFETY POST

REFER TO PARITION TYPE

LADDER WALL
BRACKET

SOLID BACKER ROD

WOOD BLOCKING

PREFAB INSULATED CURB

AIR BARRIER. WRAP OVER
TOP OF WOOD BLOCKING
AND SEAL TO CURB FLANGE

PIPE
(VTR/GAS LINE/CONDUIT)

MTL DECK - SEE STRUCTURAL

PREFABRICATED
PIPE FLASHING
SINGLE PLY MEMBRANE ON
RIGID INSULATION

AIR BARRIER, WRAP TO
PIPE PENETRATION

DECK SHEATHING

STAINLESS STEEL CLAMP
AND SEALANT

SEAL ALL PENETRATIONS AT
UNDERSIDE OF MTL DECK

MTL DECK
- SEE STRUCT.

AIR BARRIER

ROOF INSUL

SINGLE PLY MEMBRANE

WEATHERTIGHT CURB CAP

REMOVABLE 0.040 INCH
COUNTERFLASHING W/
GASKETED FASTENERS

PREFAB INSULATED EQUIP
CURB WITH WOOD NAILER

SINGLE PLY MEMBRANE
FLASHING

CANT

DECK SHEATHING

MIN

4"

STEEL ANGLE- SEE STRUCT.

SEALANT ALL FOUR SIDES. TOOL
SEALANT FOR WATER RUN OFF

6" H X 8"  WIDE METAL SCUPPER
EXTEND SCUPPER 4" BEYOND OPENING
ALL SIDES AND ON TO ROOF SURFACE

6" CFMF HEADER, JAMB, AND SILL

FOR ADDITIONAL
INFORMATION REFER
TO DETAIL 7 ON DWG
A14-502

2"

1"

1"

METAL DECK  -
SEE STRUCT.

SINGLE PLY
MEMBRANE

SINGLE PLY
FLASHING

SINGLE PLY
FLASHING

SINGLE PLY
MEMBRANE

2X FRT.  WOOD BLOCKING AT
HEAD, JAMBS, AND SILL.

FIRST FLOOR
0' - 0"

SECOND FLOOR
22' - 2"

5
A14-504

SIM
OPP

LADDER SAFETY CAGE

WALL BRACKET, TYP

6" MTL STUD
WITH 5/8" GWB
ON EACH SIDE

8" CMU

STEEL BEAM
- SEE STRUCTURAL

M
IN

 7
'-0

"

M
A

X
 8

'-0
"

LADDER

WOOD
BLOCKING, TYP.

GENERAL NOTES
1. ALL ROOF AND FLASHING DETAILS SHALL COMPLY WITH ROOF

MEMBRANE MANUFACTURERS STANDARD WARRANTED
DETAILS, AND FACTORY MUTUAL FM I-49
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 1/2" = 1'-0"A14-122
ROOF HATCH AND LADDER2

 1 1/2" = 1'-0"A14-122
ROOF DRAIN DETAIL4

 1 1/2" = 1'-0"A14-504
ROOF HATCH DETAIL5

 1 1/2" = 1'-0"A14-122
PIPE PENETRATION DETAIL6

 1 1/2" = 1'-0"A14-122
CURB DETAIL7

 1 1/2" = 1'-0"A14-122
OVERFLOW SCUPPER DETAIL8

0 4" 8" 1'-4"
SCALE: 1 1/2" = 1'-0"

0 1' 2' 4'

0 1' 2' 4'

 1/2" = 1'-0"A14-122
ROOF HATCH AND LADDER1
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METAL WALL PANEL JOINT

METAL WALL PANEL

THRU WALL STEEL FLANGE
- SEE STRUCT
SEALANT AND BACKER ROD
AT PERIMETER

METAL CLOSURE TRIM

METAL WALL PANEL JOINT

4
A14-505

COLUMN  - SEE STRL.
GWB

CFMF AND INSULATION

EXT. GYP. SHEATHING

METAL WALL PANEL

SEALANT AND BACKER ROD AT PERIMETER
METAL PANEL CLOSURE TRIM

THROUGH WALL STEEL FLANGE
- SEE STRUCTURAL

CURVED TRIM

FIELD CUT PANEL

SET CURVED TRIM
IN CONTINUOUS
PERIMETER BEAD
OF SEALANT

BACKER ROD &
SEALANT

TENSION WIRE

SURFACE
MOUNTED BASE

CONCRETE ANCHORS

LINE POST6"
CONCRETE
ANCHOR (TYP)

SET SCREW

3'
-0

"

ROUNDED CONCRETE CAP

CLASS "C"
CONCRETE FILL

6" I.D. SCHEDULE
40 GALVANIZED
STEEL PIPE.
PAINT SAFETY
YELLOW.

PL10"X 10" X 7/8" GALVANIZED

3/4" ADHESIVE ANCHOR, GALVANIZED.
PROVIDE 4" EMBEDMENT LENGTH.
CONCRETE SLAB

1 1/2" TYP

1 
1/

2"
 T

Y
P

10
"

10"

SECOND FLOOR
22' - 2"

3
A14-505

METAL WALL PANEL

CANOPY SUPPORT
 STRUT
- SEE STRUCT.

8"

CANOPY SUPPORT
STRUT - SEE STRUCT.

SINGLE PLY
MEMBRANE FLASHING

SINGLE PLY
MEMBRANE ON
INSULATION

METAL DECK
- SEE STRUCT.

STEEL BEAM
- SEE STRUCT.

7
A14-505

TENSION WIRE

TOP RAIL

TIE WIRES OR
CLIPS (TYP)

CHAIN LINK FABRIC
(9 GAGE, 2" MESH)

4"
 M

AX
8'

-0
"

1'
-0

"

10'-0" MAX

W
IR

E
 F

A
B

R
IC

BOTTOM OF FABRIC

TIE WIRES OR HOG
RINGS (TYP)

LINE POST

HOG RINGS (TYP)

NOTE:  REFER TO CIVIL DRAWING CM-004 CIVIL
MISCELLANEOUS DETAILS FOR ADDITIONAL INFORMATION.

BARBED WIRE
EXTENSION ARM

BARBED WIRE
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 3/4" = 1'-0"A14-505
ELEVATION - STRUT FLANGE3

 3/4" = 1'-0"A14-505
SECTION - STRUT FLANGE THROUGH WALL4

 1 1/2" = 1'-0"
TYP METAL WALL PANEL PENETRATION5

 3" = 1'-0"A14-505
CHAIN LINK FENCE POST DETAIL7

0 1' 2' 4'

0 2" 4" 8"

0 9" 1'-6" 3'0 9" 1'-6" 3'0 9" 1'-6" 3' 0 9" 1'-6" 3'

0 4" 8" 1'-4"

SCALE: AS NOTED

 1 1/2" = 1'-0"
BOLLARD DETAIL8

0 4" 8" 1'-4"

 3/4" = 1'-0"A14-305
DETAIL - CANOPY SUPPORT1

 3/4" = 1'-0"A14-305
DETAIL - CANOPY SUPPORT2

 1/2" = 1'-0"
CHAIN LINK FENCE ENCLOSURE DETAIL6
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CMU VENEER

2"
1/2"

RIGID INSULATION

WEEP VENTS BEYOND

MORTAR STOP

SLOPE TOP OF GROUT BELOW
FLASHING TO MAINTAIN
POSITIVE FLOW TO WEEPS

SEAL FLASHING TO
METAL DRIP EDGE

SLOPE MORTAR BED BELOW
FLASHING TO MAINTAIN POSITIVE
FLOW TO EXTERIOR FACE OF VENEER

TAPER RIGID INSULATION
FOR POSITIVE SLOPE

AIR BARRIER

MTL DRIP EDGE
WITH HEMMED END

CMU

SINGLE PLY ROOFING
MEMBRANE - WRAP
OVER TOP OF BLOCKING

TAPERED ROOF
INSULATION

CANT STRIP

FRT WOOD
BLOCKING

METAL PANEL SOFFIT

5/8" FRT EXT GRADE
PLYWOOD SHEATHING
6" CFMF

STL BEAM
- SEE STRUCT

MTL DECK
- SEE STRUCT

ACM PANEL

5/8"  EXT GYP
SHEATHING

1 1/2"  16 GA COLD
ROLLED CHANNELS
AT 24" OC

INTEGRAL ACM PANEL
SYSTEM COPING AND
FASTENERS

PANEL JOINT
- SEE ELEVATIONS

PANEL JOINT

WEATHER BARRIER WRAP
TOP OF WOOD BLOCKING
AND GYP. SOFFIT

FRT WOOD BLOCKING

TOP OF CFMF
18'-2 1/2"

BOTTOM OF CFMF
14'-8 5/8"

362S200-54 STUD @ 32" WITH CONT.
362T200-54 RUNNER CHANNELS
ATTACHED TO 6" CFMF AND STEEL
BEAM WITH (2) 1/4" SD SCREWS

METAL WALL PANEL
RETURN AROUND
CORNER AS INDICATED

3/4" Z-GIRT
CONTIN. AIR BARRIER

6" CFMF

1/2" BACKER ROD
AND SEALANT

0.040 INCH PREFINISHED
ALUMINUM JAMB TRIM BY
ACM MANUFACTURER.
COLOR TO MATCH ACM
ACM SPLINE
ACM PANEL
WEATHER BARRIER
WRAP TO CFMF
5/8" EXT. GYP SHEATHING

5/8" EXT. GYP
SHEATHING

CONTIN. AIR BARRIER

R12.5 RIGID
INSULATION

5/8" FRT EXT. GRADE
PLYWOOD SHEATHING

SINGLE PLY
ROOFING MEMBRANE

N
O

T 
SH

O
W

N

M
ET

A
L 

W
AL

L
P

AN
EL

 A
BO

VE

NOTES:
1. ALIGN FACE OF ACM PANEL WITH FACE OF METAL WALL PANEL
2. AT INTEGRAL ACM PANEL SYSTEM COPING ABOVE PROVIDE

CONTINUOUS 1/2" BACKER ROD AND SEALANT JOINT BETWEEN
COPING AND METAL WALL PANEL

6" CFMF

5/8" EXT. GYP. SHEATHING 3/4" Z-GIRT

6" CFMF

1/2" BACKER ROD
AND SEALANT

0.040 INCH PREFINISHED
ALUMINUM JAMB TRIM BY
ACM MANUFACTURER.
COLOR TO MATCH

ACM SPLINE

ACM PANEL

WEATHER BARRIER
WRAP TO CFMF

5/8" EXT. GYP
SHEATHING

5/8" EXT. GYP
SHEATHING
CONTIN. AIR
BARRIER

R12.5 RIGID
INSULATION
5/8" FRT EXT. GRADE
PLYWOOD SHEATHING

SINGLE PLY
ROOFING MEMBRANE

N
O

T 
SH

O
W

N

M
ET

A
L 

W
AL

L
P

AN
EL

 A
BO

VE

NOTES:
1. AT INTEGRAL ACM PANEL SYSTEM COPING ABOVE PROVIDE

CONTINUOUS 1/2" BACKER ROD AND SEALANT JOINT
BETWEEN COPING AND METAL WALL PANEL.

6" CFMF

METAL WALL PANEL

1'-9 3/8"

1'
-6

 3
/8

"

4" GROUND FACE CMU
VENEER TO 14'-8"
CONTIN. AIR BARRIER
RIGID INSULATION
R12.5 MIN
8" CMU

MASONRY VENEER
ANCHOR

TOP OF CMU VENEER
AT 14'-6" AT ACM
FASCIA RETURN ABOVE

1/2" BACKER ROD & SEALANT

0.040" PREFINISHED
ALUMINUM JAMB TRIM BY
WALL PANEL MANUFACTURER

METAL WALL PANEL
ON 3/4" Z GIRT

ALUMINUM SILL FLASHING AND
CMU VENEER BELOW. REFER TO
DETAIL 6/A14-503

4

K
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 3" = 1'-0"A14-503
ENLARGED BASE FLASHING DETAIL1

 1 1/2" = 1'-0"A14-122
FASCIA DETAIL AT LOADING DOCK CANOPY4

 3" = 1'-0"A14-203
ACM PLAN DETAIL AT LOADING DOCK CANOPY2

 3" = 1'-0"A14-202
ACM PLAN DETAIL AT ENTRY CANOPY3

 1 1/2" = 1'-0"A14-203
PLAN DETAIL AT CMU VENEER AT LOADING DOCK5
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F1 F2

2"
A

S 
SC

H
ED

2" AS SCHED

4"
A

S 
SC

H
ED

2"
AS SCHED

2" 2"

FG OHD
COILING

AS SCHED

A
S 

 S
C

H
ED

A
S 

SC
H

ED

AS SCHED

GLAZING
AS SCHED

NF

GLAZING AS SCHED
MAX. 100 SQ. INCHES

8"

6"

AS SCHED

A
S 

 S
C

H
ED

A
S 

 S
C

H
ED

AS SCHED

SEE SHEET A14-603 FOR GLAZING TYPES

CASED OPENING

SEE DWG A14-603 FOR STOREFRONT AND CURTAINWALL
ELEVATIONS.

GATE IN CHAIN LINK FENCE. REFER TO DRAWING NUMBER A14-
102. GATE SUPPLIER SHALL PROVIDE STEEL PLATE AS
REQUIRED TO ACCEPT WELD ON LOCK BOX. REFER TO 08 71 00
DOOR HARDWARE SPECIFICATIONS.

REFER TO SPECIFICATION SECTION 08 71 00 DOOR HARDWARE,
DIVISION 28 SPECIFICATIONS, AND FACILITIES SECURITY
DRAWINGS FOR COORDINATION OF DOORS, HARDWARE, AND
SECURITY REQUIREMENTS.

1.

2.

3.

4.

5.
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O
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R

 N
U

M
BE

R

DOOR FRAME

FI
R

E 
R

A
TI

N
G

 (M
IN

)

H
AR

D
W

AR
E 

SE
T

 R
EM

AR
KS

SIZE

 M
A

TE
R

IA
L

TY
PE

 P
AI

R
 (P

R
) S

IN
G

LE
 (S

)

G
LA

ZI
N

G

 M
A

TE
R

IA
L

 T
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E

DETAILS

 W
ID

TH

 H
EI

G
H

T

 T
H

IC
K

N
ES

S

 H
EA

D

 J
A

M
B

 S
IL

L

SECOND FLOOR
201A 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 12.1
202 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 6/A14-602 7/A14-602 - 5
203 3' - 0" 7' - 0" - - - - HM F1 8/A14-602 9/A14-602 - - 2
204 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9
205 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9
206 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 6/A14-602 7/A14-602 - 5
207 3' - 0" 7' - 0" - - - - HM F1 8/A14-602 9/A14-602 - - 2
208 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9
209 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 6/A14-602 7/A14-602 - 5
210 3' - 0" 7' - 0" - - - - HM F1 8/A14-602 9/A14-602 - - 2
211 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9
212 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9
213 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 6/A14-602 7/A14-602 - 9
214A 3' - 0" 7' - 0" - - - - HM F1 8/A14-602 9/A14-602 - - 2
214B 3' - 0" 7' - 0" - - - - HM F1 8/A14-602 9/A14-602 - - 2
217 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 4
218A 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 2/A14-602 3/A14-602 60 1
218B 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 2/A14-602 3/A14-602 60 1
219 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 6/A14-602 7/A14-602 - 5.2
220 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 11
221 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 11
222A 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 6/A14-602 7/A14-602 - 12
222B 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 6/A14-602 7/A14-602 - 12.2
223A 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 8.1
224 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9
225A 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 4
226A 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 6/A14-602 7/A14-602 - 9.1
226B 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 6/A14-602 7/A14-602 - 9.1
227 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 4
228 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9
229 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9
230 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9
231A 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9.2
231B 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 8
232A 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9.2
232B 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 8
233A 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9.2
233B 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 8
234 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 4/A14-602 5/A14-602 60 1
236 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 6/A14-602 7/A14-602 - 9
237 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9
238 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 6/A14-602 7/A14-602 - 9
239 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9
240 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F1 6/A14-602 7/A14-602 - 9
241 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9
242 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F1 6/A14-602 7/A14-602 - 9

 D
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FIRST FLOOR
001 8' - 0" STL 17.1 4
002 8' - 0" STL 17 4
003 8' - 0" STL 17 4
100A 3' - 0" 7' - 0" 0' - 1 3/4" AL FG PR GL-1 AL CW1 17/A14-602 18/A14-602 9/A14-604 - 13.1 3
100B 3' - 0" 7' - 0" 0' - 1 3/4" AL FG PR GL-1 AL CW3 17/A14-602 18/A14-602 9/A14-604 - 13 3
100C 3' - 0" 7' - 0" 0' - 1 3/4" AL FG PR GL-3 AL ISF1 19/A14-602 20/A14-602 - 14.2 3
102A 3' - 0" 7' - 0" 0' - 1 3/4" AL FG PR GL-1 AL CW4 7/A14-604 8/A14-604 9/A14-604 - 13 3
102B 3' - 0" 7' - 0" 0' - 1 3/4" HM N PR GL-3 HM F2 1/A14-602 3/A14-602 - 14.1
103A 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F2 1/A14-602 3/A14-602 - 4
104 3' - 0" 7' - 0" 0' - 1 3/4" HM F PR - HM F2 1/A14-602 3/A14-602 - 4.1
105A 10' - 0" 10' - 0" 0' - 1" STL OHD S - - - 14/A14-602 16/A14-602 - 10
105B 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 1/A14-602 3/A14-602 - 12
106 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F2 1/A14-602 3/A14-602 - 4
107A 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 12/A14-602 13/A14-602 - 6
107B 14' - 0" 14' - 0" 0' - 1" STL OHD S - - - 15/A14-602 16/A14-602 - 10
107C 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 1/A14-602 3/A14-602 - 8
108A 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 12/A14-602 13/A14-602 - 6
108B 10' - 0" 10' - 0" 0' - 1" STL OHD S - - - 14/A14-602 16/A14-602 - 10
108C 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 1/A14-602 3/A14-602 - 5
109 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F2 1/A14-602 3/A14-602 - 5
110 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F2 1/A14-602 3/A14-602 - 5
111 3' - 0" 7' - 0" 0' - 1 3/4" HM F PR - HM F2 1/A14-602 3/A14-602 60 7.1
112A 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 12/A14-602 13/A14-602 - 6
112B 10' - 0" 10' - 0" 0' - 1" STL OHD S - - - 14/A14-602 16/A14-602 - 10
112C 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 1/A14-602 3/A14-602 - 5
113 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F2 1/A14-602 3/A14-602 - 12
114 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F2 1/A14-602 3/A14-602 - 12
115 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F2 1/A14-602 3/A14-602 60 4.2
118 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 1/A14-602 3/A14-602 60 1
119A 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 12/A14-602 13/A14-602 - 6
119B 10' - 0" 10' - 0" 0' - 1" STL OHD S - - - 14/A14-602 16/A14-602 - 10
119C 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 1/A14-602 3/A14-602 - 5
120 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F2 1/A14-602 3/A14-602 - 4
121A 3' - 6" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 12/A14-602 13/A14-602 - 16
121B 3' - 6" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 1/A14-602 3/A14-602 - 1
122 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F2 1/A14-602 3/A14-602 - 11
123 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F2 1/A14-602 3/A14-602 - 4
124 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F2 1/A14-602 3/A14-602 - 11
125A 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 12/A14-602 13/A14-602 - 6
125B 6' - 0" 10' - 0" 0' - 1" STL OHD S - - - 14/A14-602 16/A14-602 - 10
126A 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 12/A14-602 13/A14-602 - 6
126B 6' - 0" 10' - 0" 0' - 1" STL OHD S - - F2 14/A14-602 16/A14-602 - 10
127A 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 12/A14-602 13/A14-602 - 6
127B 6' - 0" 10' - 0" 0' - 1" STL OHD S - - - 14/A14-602 16/A14-602 - 10
128A 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 12/A14-602 13/A14-602 - 6
128B 10' - 0" 10' - 0" 0' - 1" STL OHD S - - F2 14/A14-602 16/A14-602 - 10
128C 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 1/A14-602 3/A14-602 - 5
129A 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 12/A14-602 13/A14-602 - 6
129B 6' - 0" 10' - 0" 0' - 1" STL OHD S - - - 14/A14-602 13/A14-602 - 10
129C 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F2 1/A14-602 3/A14-602 - 4
130A 3' - 0" 7' - 0" 0' - 1 3/4" HM F PR - HM F2 1/A14-602 3/A14-602 - 7
131A 3' - 0" 7' - 0" 0' - 1 3/4" AL FG PR GL-1 AL CW4 7/A14-604 8/A14-604 9/A14-604 - 13 3
131B 3' - 0" 7' - 0" 0' - 1 3/4" HM N PR GL-3 HM F2 1/A14-602 3/A14-602 60 15
132A 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 12/A14-602 13/A14-602 - 6
132B 10' - 0" 10' - 0" 0' - 1" STL OHD S - - - 14/A14-602 16/A14-602 - 10
132C 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 1/A14-602 3/A14-602 60 5.1
132D 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 1/A14-602 3/A14-602 - 8.1
133 3' - 0" 7' - 0" 0' - 1 3/4" HM F S - HM F2 1/A14-602 3/A14-602 - 4
134 3' - 0" 7' - 0" 0' - 1 3/4" HM N S GL-3 HM F2 1/A14-602 3/A14-602 60 1
135 3' - 0" 7' - 0" 0' - 1 3/4" HM F PR - HM F2 10/A14-602 11/A14-602 - 2.1
135A 3' - 0" 7' - 0" 0' - 1 3/4" HM F PR - HM F2 1/A14-602 3/A14-602 120 3
136 3' - 0" 7' - 0" 0' - 1 3/4" HM F PR - HM F2 10/A14-602 11/A14-602 - 2
137 3' - 0" 7' - 0" 0' - 1 3/4" HM F PR - HM F2 12/A14-602 13/A14-602 - 2.1

 1/4" = 1'-0"
DOOR FRAME TYPES

 1/4" = 1'-0"
DOOR PANEL TYPES

DOOR SCHEDULE REMARKS

-

-

-

-
-
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SEALANT EA SIDE
HM FRAME

PARTITION, SEE PLANS

GROUT SOLID

DOOR AS SCHED

J BEAD AND SEALANT

DOOR AS SCHED

PARTITION, SEE PLANS
STUD HEADER
SEALANT EA SIDE
HM FRAME

DOOR AS SCHED

PARTITION, SEE PLANS

JAMB STUDS
SEALANT EA SIDE
HM FRAME

SEALANT EA SIDE
HM FRAME

CMU BOND BEAM
- SEE STRUCT

GROUT SOLID
DOOR AS SCHED

PARTITION, SEE PLANS

SEALANT EA SIDE
HM FRAME

CMU BOND BEAM
- SEE STRUCT

GROUT SOLID
DOOR AS SCHED

PARTITION, SEE PLANS

SEALANT EA SIDE
HM FRAME

CMU BOND BEAM

GROUT SOLID

DOOR AS SCHED

PARTITION, SEE PLANS

J BEAD AND SEALANT

SEALANT EA SIDE
HM FRAME

PARTITION, SEE PLANS
GROUT SOLID

DOOR AS SCHED

PARTITION, SEE PLANS
STUD HEADER
SEALANT EA SIDE
HM FRAME (CASED OPENING)

PARTITION, SEE PLANS

JAMB STUDS
SEALANT EA SIDE
HM FRAME (CASED OPENING)

FLASHING & WEEPS

CMU VENEER

RIGID INSULATION

AIR BARRIER, EXTEND & LAP
OVER FLASHING

GALV PAINTED STEEL LINTEL
- SEE STRUCT

STEEL CHANNEL JAMB
BEYOND

COILING
OHD HOOD

VENEER ANCHOR

CAVITY DRAINAGE MATERIAL

OHD SLATS
OHD FRAME
BEYOND
3/8" GALV PAINTED STEEL
PLATE, WELD TO STEEL
JAMBS AND STEEL LINTEL

CMU WALL
- SEE STRUCT

CMU BOND BEAM
- SEE STRUCT

STEEL BEAM
- SEE STRUCT

CMU VENEER

RIGID INSULATION

CONT AIR BARRIER

CMU WALL
- SEE STRUCT

OHD TRACK
OHD SLATS

STEEL PIPE
BOLLARD

3/8" GALVANIZED
BENT PLATE JAMB
WITH 4" RETURNS
PAINTED

STEEL PIPE
BOLLARD

1'
-0

"

4"

6"

4"

3/8" x 3" x 4" PLATE
ANCHOR AT 24" OC
VERTICAL

SEALANT

3/8" X 3" PLATE ANCHOR
AT 24" OC VERTICAL

SEALANT

FLASHING & WEEPS

TAPERED INSULATION

AIR BARRIER, EXTEND & LAP
OVER STL FLASHING

VAPOR BARRIER

GALV PAINTED STEEL LINTEL
- SEE STRUCT

COILING OHD HOOD

CAVITY DRAINAGE MATERIAL

OHD SLATS
OHD FRAME BEYOND

BATT INSUL
6" CFMF - SEE STRUCT

5/8" EXT SHEATHING

5/8" GWB

STEEL PLATE JAMB BEYOND

3/8" GALV PAINTED STEEL
PLATE, WELD TO STEEL
JAMBS AND STEEL LINTEL

STEEL LINTEL - SEE STRUCT

CMU VENEER
METAL PANEL SOFFIT

1 1/2" 16 GA COLD ROLLED
CHANNELS AT 24" OC

STEEL BEAM - SEE STRUCT

METAL DECK - SEE STRUCT
RIGID INSULATION

PROVIDE FRT WOOD
BLOCKING AS REQUIRED
BY OHD MANUFACTURER

SNT AND BACKER ROD EA SIDE

DOOR AS SCHED

3/4" FURRING

CONT AIR BARRIER, EXTEND & LAP
TO HEAD OF MASONRY

CMU WALL

HM FRAME, GROUT SOLID

METAL WALL PANEL

HEAD TRIM

1"

1/2" REVEAL

SETBACK

DOOR AS SCHED

HM FRAME, GROUT SOLID

METAL WALL PANEL

AIR BARRIER, EXTEND & LAP
TO JAMB OF MASONRY

CMU WALL

3/4" FURRING

SEALANT  &
BACKER ROD
EACH SIDE

.

VERTICAL JOINT GASKET

1" SELANT & BACKER ROD EA SIDE

HM FRAME, GROUT SOLID

DOOR AS SCHED

FLASHING & WEEPS

STEEL LINTEL
- SEE STRUCT

CAVITY DRAINAGE MATERIAL

MASONRY VENEER TIE
CMU VENEER
RIGID INSULATION

AIR BARRIER, EXTEND & LAP TO
HEAD OF MASONRY, LAP & SEAL
OVER FLASHING

CMU WALL

1'-1" 2"
SEALANT AND BACKER ROD

HM FRAME, GROUT SOLID

CMU VENEER

RIGID INSULATION

AIR BARRIER, EXTEND & LAP
TO JAMB OF MASONRY

CMU WALL

2"
1'

-1
"

DOOR AS SCHED

SEALANT AND BACKER ROD

GLAZING

CURTAINWALL FRAME

ALUM DOOR FRAME

ALUM DOOR

DOOR GLAZING

CURTAINWALL FRAME

GLAZING

ALUM DOOR

JAMB  ADAPTOR

DOOR
GLAZING

GLAZING

ALUM FRAME

ALUM DOOR

GLAZING

GLAZING

ALUM FRAME

ALUM DOOR

GLAZING
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ARCHITECTURAL DOOR
HEAD/JAMB DETAILS

A14-602

301-0124

MOWBLDG-A-18965MOW.RVT

 1 1/2" = 1'-0"
JAMB DETAIL5

 1 1/2" = 1'-0"
HEAD DETAIL6

 1 1/2" = 1'-0"
JAMB DETAIL7

 1 1/2" = 1'-0"
HEAD DETAIL1

 1 1/2" = 1'-0"
HEAD DETAIL2

 1 1/2" = 1'-0"
HEAD DETAIL4

 1 1/2" = 1'-0"
JAMB DETAIL3

 1 1/2" = 1'-0"
HEAD DETAIL8

 1 1/2" = 1'-0"
JAMB DETAIL9

 1 1/2" = 1'-0"
HEAD DETAIL14

 1 1/2" = 1'-0"
JAMB DETAIL16

 1 1/2" = 1'-0"
HEAD DETAIL15

 1 1/2" = 1'-0"
HEAD DETAIL10

 1 1/2" = 1'-0"
JAMB DETAIL11

 1 1/2" = 1'-0"
HEAD DETAIL12

 1 1/2" = 1'-0"
JAMB DETAIL13

 1 1/2" = 1'-0"
HEAD DETAIL17

 1 1/2" = 1'-0"
JAMB DETAIL18

 1 1/2" = 1'-0"
HEAD DETAIL19

 1 1/2" = 1'-0"
JAMB DETAIL20

A14-601 A14-601 A14-601 A14-601 A14-601 A14-601 A14-601

A14-601 A14-601 A14-601 A14-601 A14-601 A14-601

A14-601 A14-601

A14-601 A14-601 A14-601

A14-601 A14-601

0 4" 8" 1'-4"
SCALE: 1 1/2" = 1'-0"
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FIRST FLOOR
0' - 0"

11
'-4

"
5'

-6
"

10'-10 5/8"

GL-1
(TYP)

GL-1
(TYP)

AS SCHED

CW1

7 3/8"

EQ
EQ

A
S 

SC
H

ED

EQ
EQ

EQEQ

11'-6"

11'-6"

3
A14-503

2
A14-503

2
A14-503

11
A14-604

12
A14-604

12
A14-604

13
A14-604

OPP

9
A14-502

3'
-2

"

GL-1
(TYP)

OPP

24'-0 3/4"

GL-1
(TYP)

GL-1
(TYP)

CW2

EQ EQ EQ EQ EQ EQ EQ EQ

7 3/8" 22'-10" 7 3/8"

2
A14-503

2
A14-503

3
A14-503

12
A14-604

12
A14-604

12
A14-604

12
A14-604

13
A14-604

OPP

OPP

GL-1
(TYP)

GL-1
(TYP)

11'-6"

AS SCHED

CW3

7 3/8" 10'-10 5/8"

3
A14-503

EQ EQ

2
A14-503

2
A14-503

11
A14-604

12
A14-604

12
A14-604

13
A14-604

11'-6"

9
A14-502

OPP

GL-1
(TYP)

OPP

EQ

A
S 

SC
H

ED 10
'-0

"

GL-1
(TYP)

CW4

7
A14-604

8
A14-604

GL-1
(TYP)

FIRST FLOOR
0' - 0"

GL-3
(TYP)

ISF1

11
'-4

"

17'-6"

AS SCHED EQ EQEQ EQ

A
S 

SC
H

ED

7
A14-503

EQ EQ

EQ
EQ

9
A14-502

9
A14-502

OPP

GL-3
(TYP)

FIRST FLOOR

0'- 0"

1
A14-604

3
A14-604

2
A14-604

1
A14-604

3
A14-604

2
A14-604

2'
-0

"
8'

-0
"

2'
-0

"
4'

-0
"

2'
-0

"

4'
-0

"
6'

-0
"

4'
-0

"
2'

-0
"

SECOND FLOOR

22' - 2"

4
A14-604

5
A14-604

6
A14-604

5
A14-604

6
A14-604

4
A14-604

3'
-1

0"
6'

-0
"

4'
-0

"
2'

-0
"

3'
-1

0"
6'

-0
"

4'
-0

"
2'

-0
"

EQ EQ
6'-0"

EQ EQ
6'-0" 6'-0"

EQ EQ
17'-6"

EQ EQ EQ EQ EQ EQ

W1 W2 W3 W4

GL-1
(TYP) GL-1

(TYP)
GL-1
(TYP)

GL-1
(TYP)

SIM

SIM

OPP

9
A14-604
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ARCHITECTURAL WINDOW, STOREFRONT
AND CURTAINWALL TYPES

A14-603

301-0124

MOWBLDG-A-18965MOW.RVT

GL-1: 1" INSULATED
GL-2: NOT USED
GL-3: 1/4" CLEAR, LAMINATED

CURTAIN WALL TYPES

STOREFRONT TYPES

WINDOW TYPES

0 2' 4' 8'
SCALE: 1/4" = 1'-0"

(NOTE: WINDOWS ARE INTEGRATED WITH  METAL WALL PANEL SYSTEM.)

GLAZING TYPES:

GENERAL NOTES:

1. OVERALL FRAME DIMENSIONS INDICATED ARE
APPROXIMATE ROUGH OPENINGS. ROUGH OPENINGS SHALL
BE COORDINATED WITH WINDOW, STOREFRONT, AND
CURTAIN WALL SHOP DRAWINGS PRIOR TO CONSTRUCTION.
FEILD VERIFY OPENINGS PRIOR TO FABRICATION.
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METAL WALL
PANEL

INTEGRATED ALUM.
WINDOW FRAME

SEALANT

CMU
REVEAL

SHIM, FILL VOIDS
WITH SPRAY
FOAM INSUL.

CONT AIR BARRIER
WRAP TO HEAD

BULLNOSE

SEALANT

REVEAL

METAL WALL
PANEL
CONT AIR BARRIER
WRAP TO JAMB

SHIM, SILL VOIDS
WITH SPRAY FOAM
INSUL.

INTEGRATED ALUM.
WINDOW FRAME

SILL BELOW

CMU

CMU

SEALANT

SOLID
SURFACE SILL

SEALANT

REVEAL

SHIM, FILL VOIDS
WITH SPRAY
FOAM INSUL.

CONT AIR BARRIER
WRAP TO SILL

METAL WALL
PANEL

INTEGRATED ALUM
WINDOW FRAME

5/8" GWB

CONT VAPOR
BARRIER

STEEL TUBE LINTEL
(SHOWN) OR CFMF
HEADER - SEE STRUCT

BATT INSUL

SEALANT

SHIM, FILL VOIDS
WITH SPRAY FOAM
INSULATION

REVEAL

5/8" EXT
SHEATHING

CONT AIR BARRIER
WRAP TO HEAD

METAL WALL
PANEL

INTEGRATED ALUM.
WINDOW FRAME

SOLID  SURFACE SILL
BELOW

5/8" GWB
CONT VAPOR
BARRIER
6" CFMF JAMB -
SEE STRUCT.
BATT INSULATION

SEALANT

CONT AIR BARRIER
WRAP TO JAMB

INTERGRATED ALUM.
WINDOW FRAME

REVEAL

SHIM, FILL VOIDS WITH
SPRAY FOAM
INSULATION

METAL WALL
PANEL

EXT. GYP.
SHEATHING

WRAP VAPOR BARRIER

SOLID
SURFACE SILL

SEALANT

REVEAL
METAL WALL PANEL

SHIM, FILL VOIDS WITH
SPRAY FOAM INSULATION

CONT AIR BARRIER
WRAP TO SILL

5/8" GWB
CONT VAPOR
BARRIER

6" CFMF SILL - SEE
STRUCT.

INTEGRATED
ALUM. WINDOW
FRAME

SEALANT

EXT GYP.
SHEATHING

CURTAINWALL
FRAME

DOOR AS
SCHED

SEALANT, BACKER ROD &
SHIMS, FILL VOIDS W/
SPRAY FOAM INSUL.

METAL WALL PANEL

3/4"  Z GIRT FURRING

CONT AIR BARRIER
WRAP TO JAMB

CMU

HEAD TRIM

1/2" MIN

.

CURTAINWALL
FRAME

BACKER ROD AND
SEALANT, FILL VOIDS W/
SPRAY FOAM INSUL.

DOOR AS SCHED.

METAL WALL PANEL

AIR BARRIER
WRAP TO JAMB

CMU

BULLNOSE (TYP)

5/8" GWB ON 3 5/8"
MET STUD

CURTAINWALL
FRAME

SEALANT AND
BACKER ROD

METAL WALL PANEL

CONT AIR BARRIER

5/8" EXT GYP. SHEATHING

SHIM, FILL VOIDS W/
SPRAY FOAM INSUL.

CONT VAPOR
BARRIER

5/8" GWB

BATT
INSULATION

3/4" Z GIRT

CFMF - SEE
STRUCT.

1
8" 1'-1 3/8"

CURTAINWALL  FRAME

FILL VOID W/ BATT INSULATION

CURTAINWALL OUTSIDE
CLOSURE TRIM

CURTAINWALL FRAME

CURTAINWALL FRAMING

CURTAINWALL SILL FRAMING,
SET IN BED OF SEALANT

FINISH FLOOR

SHIM, BACKER ROD AND
SEALANT BOTH SIDES

SEALANT

REVEAL

METAL WALL
PANEL
CONT AIR BARRIER
WRAP TO JAMB

SHIM, SILL VOIDS
WITH SPRAY FOAM
INSUL.

INTEGRATED ALUM.
WINDOW FRAME

5/8" GYP.

CMU

7/8 METAL FURRING
STUD
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 1 1/2" = 1'-0"
HEAD DETAIL1

 1 1/2" = 1'-0"
JAMB DETAIL2

 1 1/2" = 1'-0"
SILL DETAIL3

 1 1/2" = 1'-0"
HEAD DETAIL4

 1 1/2" = 1'-0"
JAMB DETAIL5

 1 1/2" = 1'-0"
SILL DETAIL6

 1 1/2" = 1'-0"A14-603
HEAD DETAIL7

 1 1/2" = 1'-0"A14-603
JAMB DETAIL8

 1 1/2" = 1'-0"A14-603
JAMB DETAIL11  1 1/2" = 1'-0"A14-603

CORNER JAMB DETAIL12
 1 1/2" = 1'-0"A14-603
SILL DETAIL13

0 4" 8" 1'-4"
SCALE: 1 1/2" = 1'-0"

A14-603 A14-603 A14-603 A14-603 A14-603

A14-603  1 1/2" = 1'-0"A14-104
DETAIL9

NOTE: DETAIL OCCURS AT W3 WINDOW NEAR STAIR 234 REFER TO
SECOND FLOOR PLAN - AREA A DRAWING A14-104

08.47

PARSONS BRINCKERHOFF
VIRGINIA BEACH, VA



REV. DATE REVISION   DESCRIPTION SHEET  NO.

THE INFORMATION, INCLUDING ESTIMATED

SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

QUANTITIES OF WORK, SHOWN ON THESE

DESIGNER/DRAFTER:

CHECKED   BY:
STATE OF CONNECTICUT

DEPARTMENT OF TRANSPORTATION

PROJECT    TITLE: TOWN:

DRAWING   TITLE:

NEW  HAVEN
PROJECT  NO:

DRAWING   NO:

SHEET  NO:

Filename:

SIGNATURE/
BLOCK:PB

RJS

ARCHITECTURAL FINISH
LEGENDS AND NOTES
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INTERIOR FINISH LEGEND

ITEM
CODE ITEM DESCRIPTION MANUFACTURER STYLE/PATTERN/MODEL # COLOR/FINISH SIZE NOTES

BASE
CB-1 CAULK BEAD TBD TBD CLEAR N/A
PTB-1 PORCELAIN TILE COVE BASE MARAZZI WALNUT CANYON CREAM #UJ3Z 6" X 13" USE WITH UJ32 INSIDE CORNERS

AND UJ33 1" X 6" OUTSIDE
CORNERS

RB-1 RUBBER BASE JOHNSONITE TRADITIONAL SERIES GREY #48 4"H COVE; ROLL

FLOOR
PT-2 PORCELAIN TILE MARAZZI WALNUT CANYON CREAM #UJ34 2" X 2" MOSAIC SQUARE ON 13"

X 13" MESH MOUNTED SHEET
USE WITH GR-1

RBT-1 RUBBER TILE JOHNSONITE HAMMERED RUBBER TILE #HRT-48 GREY #48 36" X 36" X 1/8" LANDING TILE
RSR-1 RUBBER STAIR RISER/TREAD JOHNSONITE HAMMERED TREAD/RISER WITH VISUAL IMPAIRED

SAFETY STRIP (NON-GRIT) #VIHTR-48 WITH #55 SILVER
GREY RUBBER INSERT

GREY #48, SILVER GREY #55 (VISUAL
STRIP)

48"W INTEGRAL TREAD AND RISER

RT-1 RESILIENT TILE MOHAWK GROUP HOT AND HEAVY, BOLDER #C0010 #925 PEBBLE 36" X 36" X .20"
SC-1 SEALED CONCRETE W/ HARDNER & SLIP

RESISTANCE
- REFER TO SPECIFICATIONS 03 30 10 STANDARD, GRAY - AT LOADING DOCK

SC-2 SEALED CONCRETE (WITH INTEGRAL
NON-METALLIC HARDENER)

RETRO PLATE RETROPLATE SYSTEM STANDARD, GRAY -

WOT-1 WALK-OFF TILE MOHAWK GROUP STEP IN STYLE #GT066 BLARNEY STONE #00518 24" X 24" DIRECT GLUE-DOWN; INSTALL
QUARTERTURNED

WALL
PNT-1 PAINT SHERWIN WILLIAMS PROMAR 200, LOW VOC, INTERIOR EGGSHELL ROYCROFT MIST GRAY #SW2844 -
PNT-1A PAINT SHERWIN WILLIAMS PROMAR 200, LOW VOC, INTERIOR EGGSHELL ROYCROFT MIST GRAY #SW2844 - EPOXY
PNT-2 PAINT SHERWIN WILLIAMS PROMAR 200, LOW VOC, INTERIOR EGGSHELL COPEN BLUE #SW0068 -
PNT-2A PAINT SHERWIN WILLIAMS PROMAR 200, LOW VOC, INTERIOR EGGSHELL COPEN BLUE #SW0068 - EPOXY
PT-1 PORCELAIN TILE (FIELD) MARAZZI WALNUT CANYON CREAM #UJ3U 13" X 13" USE WITH GR-1
PT-2 PORCELAIN TILE (ACCENT) MARAZZI WALNUT CANYON CREAM #UJ34 2" X 2" MOSAIC SQUARE ON 13"

X 13" MESH MOUNTED SHEET
USE WITH GR-1

CEILING
ACT-1 ACOUSTIC CEILING TILE ARMSTRONG MESA 15/16" SQUARE LAY-IN #680 WHITE, FINE TEXTURE 24" X 24" X 3/4"THK. PRELUDE XL 15/16" EXPOSED TEE
ACT-2 ACOUSTIC CEILING TILE ARMSTRONG METALWORKS TEGULAR PERFORATED STEEL SQUARE

TEGULAR #6462, PANEL R#125, ROUND 1/8"
PERFORATIONS, .1875 OC, WITH ACOUSTICAL FLEECE

GUNMETAL GRAY #MY 24" X 24" AT CORRIDORS AS INDICATED

GWB GYPSUM WALLBOARD - - N/A -
PNT-1 PAINT SHERWIN WILLIAMS PROMAR 200, LOW VOC, INTERIOR EGGSHELL ROYCROFT MIST GRAY #SW2844 - AT SOFFITS AS INDICATED
PNT-2 PAINT SHERWIN WILLIAMS PROMAR 200, LOW VOC, INTERIOR EGGSHELL COPEN BLUE #SW0068 - AT CEILINGS AND SOFFITS AS

INDICATED
PNT-4 PAINT SHERWIN WILLIAMS PROMAR 200, LOW VOC, INTERIOR EGGSHELL PURE WHITE #SW7005 -
PNT-5 PAINT PANTONE PANTONE BLACK: 36.0, PANTONE 877: 64.0 VARNISHED PANTONE 8402C - REGISTER AND DIFFUSER COLOR

- REFERENCE MECHANICAL
DRAWINGS (TO MATCH ACT-2,

GUNMETAL GRAY)

MISCELLANEOUS
CG-1 CORNERGUARD KOROGARD STAINLESS STEEL STAINLESS STEEL 2" WING SPAN
GR-1 GROUT (FLOOR AND WALL) LATICRETE SPECTRALOCK, URETHANE GROUT PARCHMENT #61 3/16" GROUT JOINT USE WITH PT-1, 2
LK-1 LOCKER - STEEL PENCO VANGUARD LOCKERS GRAY #028 15"W X 24"D X 72"H
LK-2 LOCKER BENCH PENCO VANGUARD WOOD BENCH WITH STEEL PEDESTALS GRAY #028 PEDESTALS, STANDARD

WOOD BLOCK TOP
20"D X 42"W

MB-1 MARKERBOARD CLARIDGE PRODUCTS CONCEPT SERIES ALUMINUM FRAME, WHITE LCS
PORCELAIN ENAMEL, #CP-0408-MB

48"H X 96"W AT TRAINING CONFERENCE AND
CREW AREAS

MB-2 MARKERBOARD CLARIDGE PRODUCTS CONCEPT SERIES ALUMINUM FRAME, WHITE LCS
PORCELAIN ENAMEL, #CP-0304-MB

36"H X 48"W AT OFFICE AREAS

PLAM-1 PLASTIC LAMINATE FORMICA N/A NATURAL CHERRY #7737-58 - MATTE FINISH, WITH MATCHING
PVC EDGE

PNT-3 PAINT - DOORS, DOOR FRAMES, HANDRAILS SHERWIN WILLIAMS N/A GAUNTLET GRAY #SW7019 -
RS-1 ROLLER SHADE DRAPER MANUAL FLEXSHADE, CLUTCH OPERATED, 5% OPACITY SHEERWEAVE #2390,

CHARCOAL/ALPACA
VARIES PER LOCATION

SS-1 SOLID SURFACE CORIAN N/A THYME - COUNTERTOP AND 4" HIGH BACK
/ SIDE SPLASH

SS-2 SOLID SURFACE CORIAN N/A BONE - 1/2" DOOR THRESHOLDS, 1/2"
WINDOW SILLS, SHOWER BASE

AND  1/4" SHOWER WALL PANELS
TP-1 TOILET PARTITIONS - HDPE SCRANTON PRODUCTS HINY HIDERS STAINLESS, ROTARY BRUSHED - FLOOR MOUNTED OVERHEAD

BRACED
TS-1 TRANSITION STRIP - METAL SCHLUTER JOLLY #A100ACG ANODIZED ALUMINUM - USE WITH PT-1 ON WALL
TS-2 TRANSITION REDUCER STRIP - RESILIENT JOHNSONITE #CRS-48-A GREY #48 - RT-1 (1/4"THK) TO SC-2 (FLOOR)
TS-3 TRANSITION ADAPTOR STRIP - RESILIENT JOHNSONITE #CTA-48-A GREY #48 - RT-1 (1/4"THK) TO RBT-1 (1/8"THK)

GENERAL NOTES
A.  FINISHES INDICATED ARE THE APPROVED BASIS OF DESIGN TO CONVEY COLOR, PATTERN, TEXTURE, AND SALIENT
CHARACTERISTICS ONLY.  THE LISTING OF MANUFACTURER INFORMATION IS NOT INTENDED TO LIMIT THE SELECTION OF
PRODUCTS PROVIDED BY OTHER MANUFACTURERS.

B.  SUBSTITUTIONS MUST ADHERE TO THE PROJECT SPECIFICATIONS AND ARE SUBJECT TO APPROVAL FROM THE CTDOT
PROJECT MANAGER.

C.  SHOP DRAWING LAYOUTS MUST BE SUBMITTED FOR MATERIAL SEAMS, PATTERNS, ACCENT LOCATIONS, AND
TRANSITIONS FOR APPROVAL BY THE CTDOT PROJECT MANAGER PRIOR TO INSTALLATION.

D.  REFERENCE REFLECTED CEILING PLANS, SHEETS A14-111 THROUGH A14-115 FOR CEILING TYPES,  AND LOCATIONS.

E.  PAINT EXPOSED CEILING STRUCTURE METAL DECK, MECHANICAL, ELECTRICAL, PLUMBING AND FIRE PROTECTION
EQUIPMENT U.O.N. AND GWB CEILINGS PNT-4 U.O.N.

F.  PAINT ALL HOLLOW METAL DOOR AND DOOR FRAMES AND STEEL FRAMES AND OVERHEAD DOORS PNT-3 U.O.N.

G.  PROVIDE CORNERGUARD CG-1 AT ALL OUTSIDE (GYP) CORNERS IN CORRIDORS, OFFICE AREAS, AND TYPICALLY
OCCUPIED SPACES.  OMIT AT INCIDENTAL AREAS, ROUTINELY UNOCCUPIED SPACES, AND WHERE PORCELAIN TILE OR
BULLNOSED CMU BLOCKWALL CONSTRUCTION OCCURS.  INSTALL ABOVE 4"H WALL BASE; HEIGHT TO ALIGN WITH TOP
EDGE OF DOOR FRAMES.

H. TRANSITION STRIPS SHALL UTILIZE ANY ADDITIONAL MANUFACTURER'S RECOMMENDED TRIM PIECES THAT COORDINATE
WITH TRANSITION STYLES.  MATERIAL INSTALLATION SHALL LEAVE NO EXPOSED WALL OR FLOOR EDGES, INSIDE CORNERS,
OR OUTSIDE CORNERS.

I.   INTERIOR WINDOW STOOL MATERIAL TO BE SOLID SURFACE SS-2.

J.  PROVIDE BLOCKING IN WALLS AS REQUIRED FOR SIGNAGE, COUNTERS, CASEWORK, PLUMBING FIXTURES, TOILET
ACCESSORIES, FURNITURE, EQUIPMENT, AND SPECIALTY ITEMS.  COORDINATE LOCATIONS.

K.  IN LIEU OF RUBBER BASE, PROVIDE A SILICONE CAULK BEAD CB-1 WHERE SEALED CONCRETE SC-1 OR SC-2 MEETS
CMU WALLS.

L.  ALL INTERIOR EXPOSED STEEL COLUMNS AND STEEL BRACING SHALL BE PAINTED WITH EPOXY PAINT TO MATCH THE
ADJACENT WALL PAINT COLOR, AS OCCURS (WHERE WALL PAINT PNT-1 OCCURS, USE PNT-1A; WHERE PNT-2 OCCURS, USE
PNT-2A; VARIES, REFERENCE FINISH SCHEDULE A14-606).

M.  REFERENCE WALL TYPES LEGEND ON SHEET A14-501 FOR LOCATIONS WHICH REQUIRE MOISTURE RESISTANT GYPSUM
WALL BOARD OR CEMENTITIOUS BACKER BOARD.

O.  REGISTERS AND DIFFUSERS IN ACT-2 CEILING FINISH TO MATCH PANTONE COLOR REFERENCED ON PNT-5.  REGISTERS
AND DIFFUSERS IN ACT-1 CEILING FINISH TO BE WHITE, TO MATCH ACT-1.

08.48
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FINISH SCHEDULE

NUMBER NAME FLOOR FINISH BASE FINISH WALL FINISH CEILING FINISH
CEILING
HEIGHT NOTES

222 TRAINING RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
223 STRUCTURES LOCKERS RT-1 RB-1 PNT-2 ACT-1 10'-0"
224 ASST DIR STRUCT ROW RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.
225 CORR RT-1 RB-1 PNT-1 ACT-1 / GWB /

PNT-4
10'-0" 10.14.16.

225A CLOSET RT-1 RB-1 PNT-1 ACT-1 EXP 15.17.
226 STRUCTURES CREW RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
227 CLOSET RT-1 RB-1 PNT-2 ACT-1 10'-0"
228 STRUCTURES FOREMEN RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
229 ASST DIR STATIONS FACILTIES RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
230 STRUCTURES SUPER RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
231 CATENARY LOCKERS RT-1 RB-1 PNT-2 ACT-1 10'-0"
232 SUBSTATION LOCKERS RT-1 RB-1 PNT-2 ACT-1 10'-0"
233 ELECTRICIANS LOCKER RT-1 RB-1 PNT-2 ACT-1 10'-0"
234 STAIR RBT-1/RSR-1 RB-1 PNT-2 ACT-1 10'-0" 4.
235 CORR RT-1 RB-1 PNT-1 ACT-1 10'-0" 10.14.16
236 ELECTRICIANS CREW RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.
237 ELECTRICIANS SUPER RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
238 SUBSTATION CREW RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.
239 SUBSTATION SUPER RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
240 CATENARY CREW RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.
241 CATENARY SUPER RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
242 POWER MANAGER RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.

FINISH SCHEDULE

NUMBER NAME FLOOR FINISH BASE FINISH WALL FINISH CEILING FINISH
CEILING
HEIGHT NOTES

FIRST FLOOR
100 ENTRY VEST WOT-1 NO BASE GFCMU PNT-4 / GWB 20'-0" 2.
101 CORR RT-1 RB-1 PNT-2 ACT-1 / ACT-2 /

GWB / PNT-1
12'-6" 2.9.16.

102 VEST WOT-1 RB-1 PNT-2 ACT-1 11'-0" 2.
103 CORR RT-1 RB-1 PNT-2 ACT-1 11'-6" 2.9.16

103A STOR/ RCYL SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.15.17
104 COMPRESS/ DRYER SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.15.
105 RADIO MAINTAINER SHOP SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.15.
106 RADIO STORAGE SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.15.
107 RADIO VEHICLE BAY SC-2 CB-1 PNT-1A PNT-4 / EXP EXP 2.14.15.
108 SIGNAL SHOP AND STORAGE SC-2 CB-1 PNT-1A PNT-4 / EXP EXP 2.15.
109 IT SHOP/ STORAGE SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.15.
110 COMM MAINTAINER SHOP SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.15.
111 ELEC SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.15.
112 TRACK EQUIP STORAGE SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.15.

112A TRACK TOOL CRIB SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.15.
113 COMM/ IT SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.15.
114 SECURITY EQUIPT SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.
115 ELEV MACHINE SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.
116 ELEV RT-1 MANUF STD MANUF STD MANUF STD EXP 13.
117 CORR RT-1 RB-1 PNT-2 ACT-1 11'-6" 2.9.16.
118 STAIR RBT-1/RSR-1 RB-1 PNT-2 PNT-4 / EXP EXP 2.4.
119 CCTV MAINTAINER SHOP SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.15.
120 CCTV TOOL CRIB SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 15.
121 VEST WOT-1 RB-1 PNT-2 ACT-1 10'-0" 2.
122 MEN'S PT-2 / SS-2 PTB-1 PT-1, 2 / PNT-2 PNT-2 / GWB 9'-0" 1.3.6.7.
123 JAN SC-2 / SS-2 CB-1 PNT-1 PNT-4 / EXP EXP 2.15.
124 WOMEN'S PT-2 PTB-1 PT-1, 2 / PNT-2 PNT-2 / GWB 9'-0" 1.3.6.7.
125 ELECTRICIANS STORAGE SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 15.

125A ELECTRICIANS TOOL CRIB SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 15.
126 SUBSTATION STORAGE SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 15.

126A SUBSTATION TOOL CRIB SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 15.
127 CATENARY STORAGE SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 15.

127A CATENARY TOOL CRIB SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 15.
128 CARPENTRY SHOP SC-2 CB-1 PNT-1A PNT-4 / EXP EXP 15.

128A STRUCTURES MATERIALS STOR SC-2 CB-1 PNT-1A PNT-4 / EXP EXP 2.15.
129 STRUCTURES EQUIP STORAGE SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 15.
130 STRUCTURES TOOL CRIBS SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 15.
131 VEST WOT-1 RB-1 PNT-2 ACT-1 11'-0" 2.
132 PLUMBING/ TINSMITH SHOP SC-2 CB-1 PNT-1A PNT-4 / EXP EXP 2.15.

132A CORR RT-1 RB-1 PNT-2 ACT-1 11'-0" 2
133 PLUMBING / TIN TOOL CRIB SC-2 CB-1 PNT-1A PNT-4 / EXP EXP 15.
134 STAIR RBT-1/RSR-1 RB-1 PNT-2 PNT-4 / EXP EXP 2.4.
135 ELEC SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 15.

135A EMER ELEC SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 15.
136 FIRE PROTECTION SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 15.17.
137 CTDOT STOR SC-2 CB-1 PNT-1 PNT-4 / EXP EXP 15.
138 LOADING DOCK SC-1 - - ALUM 14'-6" 19.

SECOND FLOOR
201 CORR RT-1 RB-1 PNT-1 ACT-1 / ACT-2 10'-6" 10.14.16.

201A COMM RT-1 RB-1 PNT-1 PNT-4 / EXP EXP 15.
202 TRACK CREW RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
203 TRACK LOCKERS RT-1 RB-1 PNT-2 ACT-1 10'-0"
204 TRACK SUPER RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
205 TRACK ASST  DIRECTOR RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14
206 SIGNAL CREW RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
207 SIGNAL LOCKERS RT-1 RB-1 PNT-2 ACT-1 10'-0"
208 SIGNAL MANAGER/SUPER SUITE RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
209 RADIO CREW RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
210 RADIO LOCKERS RT-1 RB-1 PNT-2 ACT-1 10'-0"
211 RADIO/CCTV SUPER RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
212 TRAINING OFFICE RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
213 CONFERENCE RT-1 RB-1 PNT-2 ACT-1 10'-0" 11.14.
214 COPY RT-1 RB-1 PNT-2 ACT-1 10'-0" 5.
215 CORR RT-1 RB-1 PNT-1 ACT-1 10'-0" 10.16.
216 ELEV RT-1 MANUF STD MANUF STD MANUF STD EXP 13.
217 JAN SC-2 CB-1 PNT-2 PNT-4 / EXP EXP 2.
218 STAIR RBT-1/RSR-1 RB-1 PNT-2 ACT-1 10'-0" 2.4.
219 VEND/ KITCHEN RT-1 RB-1 PNT-2 ACT-1 10'-0" 5.14.
220 WOMEN TLT/SHWR PT-2 / SS-2 PTB-1 PT-1, 2 / PNT-2 /

SS-2
PNT-2 / MRGWB 10'-0" 1.3.6.7.8.1

8.
221 MEN TLT/SHWR PT-2 / SS-2 PTB-1 PT-1, 2 / PNT-2 /

SS-2
PNT-2 / MRGWB 10'-0" 1.3.6.7.8.1

8.

1. PORCELAIN FLOOR TILE, PORCELAIN WALL BASE, AND PORCELAIN WALL TILE GROUT
LINES TO ALIGN.

2. PROVIDE RESILIENT THRESHOLDS TO TRANSITION DIFFERING FLOORING MATERIALS.
REFERENCE TRANSITION DETAILS ON THIS SHEET.

3. PROVIDE STAINLESS STEEL PROTECTION STRIPS TS-1 AT OUTSIDE VERTICAL CORNERS
RECEIVING WALL TILE AND AT TOP EDGE OF WALL TILE.  REFERENCE TRANSITION
DETAILS ON THIS SHEET AND INTERIOR ELEVATION ON SHEET A14-407.

4. PAINT HANDRAILS, STRINGERS, UNDERSIDE OF STAIRS, AND EXPOSED METAL IN
STAIRWELLS PNT-3.

5. CASEWORK IN THIS LOCATION.  REFERENCE CASEWORK ELEVATIONS AND SECTIONS ON
SHEET A14-407.

6. PROVIDE SOLID SURFACE SS-2 AT DOOR THRESHOLD BETWEEN PT-2 AND DIFFERENT
FLOORING MATERIAL.  REFERENCE TRANSITION DETAILS ON THIS SHEET.

7. REFERENCE TYPICAL WALL TILE PATTERN ELEVATION ON THIS SHEET.
8. PROVIDE SOLID SURFACE SS-2 FOR SHOWER SURROUND WALL PANELS AND SHOWER

PAN.
9. PAINT ALL EXPOSED FACES OF SOFFITS PNT-1 IN THIS LOCATION.
10. PAINT ALL EXPOSED FACES OF SOFFITS PNT-2 IN THIS LOCATION.
11. PROVIDE MARKERBOARD IN THIS LOCATION.  REFERENCE FURNITURE PLANS FOR

SUGGESTED PLACEMENT. MARKERBOARDS SHOWN ON FURNITURE PLANS FOR
COORDINATION PURPOSES, BUT ARE INCLUDED IN THE CONSTRUCTION CONTRACT.

12. NOT USED.
13. ELEVATOR FINISHES TO INCLUDE STAINLESS STEEL BASE, STAINLESS STEEL WALL

PANELS, STAINLESS STEEL HANDRAILS AND STAINLESS STEEL CEILING.  FINISHES TO
BE SELECTED FROM MANUFACTURER'S STANDARD PRODUCT OFFERING.

14. PROVIDE ROLLER SHADE RS-1 AT EXTERIOR WINDOW LOCATIONS. FIELD VERIFY INSIDE
DIMENSION OF EACH WINDOW PRIOR TO ORDER. REFER TO FLOOR PLANS A14-102
THROUGH A14-105.

15. PAINT EXPOSED CEILING, EXPOSED STRUCTURE, HVAC, PIPING, CONDUIT, ETC. ABOVE
PNT-4.

16. CEILING HEIGHT INDICATED IS TO ACT.  REFER TO REFLECTED CEILING PLANS FOR
GWB HEIGHTS.

17. PAINT STEEL LADDER TO ROOF PNT-1.
18. IN SHOWER DRYING AREAS (ONLY), INSTALL PT-1 FULL HEIGHT (TO CEILING).
19. REFER TO EXTERIOR COLOR LEGEND ON SHEET A-14-202 FOR REMAINING FINISHES IN

THIS AREA.

FINISH NOTES

 1/2" = 1'-0"
TYPICAL WALL TILE PATTERN

 12" = 1'-0"
DOOR THRESHOLD SS-2

 12" = 1'-0"
PORCELAIN TILE TOP EDGE TRIM TS-1

 12" = 1'-0"
TS-2 REDUCER TRANSITION STRIP

 12" = 1'-0"
TS-3 ADAPTOR TRANSITION STRIP
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Stairs

EXIT
LETTERS IN BRAILLE

LEVEL

2
Exit Down
To Exterior

Stair
Serves Level 1 & 2

Exterior Access

In Case Of Fire
Do Not Use Elevator

USE STAIRS

Keep Door Closed

In Session

Department

Plumbing/Tin
Tool Crib

128A
# IN BRAILLE

105
# IN BRAILLE

Janitor

7"
7"

10"

1'
-2

"

DIRECTIONAL WAYFINDING
WITH GRAPHICS

SIGN TYPE: G

7"

7"

DIRECTIONAL
WAYFINDING WITH

GRAPHICS

SIGN TYPE: F

ROOM ID WITH
DIRECTIONAL
WAYFINDING

SIGN TYPE: E

4"

7"

7"

3"

ROOM ID

SIGN TYPE: B

ROOM ID WITH
REMOVABLE

SIGNAGE

SIGN TYPE: A

ROOM USAGE WITH
ALTERNATING

MESSAGE

SIGN TYPE: D

SIGN TYPE: C

141
# IN BRAILLE

Classroom

3/8" 1/8" 6"

2"
1/

8"
1" 1/2" CENTERED TREBUCHET MS,

BLACK, APPLIED
3 

3/
4"

1/
8" 1/2" CENTERED TREBUCHET MS,

BLACK, CHANGEABLE
MESSAGE STRIP BEHIND CLEAR
PLASTIC COVER

BRUSHED NICKEL ACCENT
STRIP (TYP)

5/8" CENTERED TREBUCHET MS,
BLACK

BRUSHED NICKEL ACCENT END
CAP (TYP)

3/8" 1/8" 6"

1/2" CENTERED TREBUCHET MS,
BLACK, APPLIED

5/8" CENTERED TREBUCHET MS,
BLACK

BRUSHED NICKEL ACCENT END
CAP (TYP)

BRUSHED NICKEL ACCENT
STRIP (TYP)

1/2" CENTERED TREBUCHET
MS, BLACK, APPLIED

5/8" CENTERED TREBUCHET, MS,
BLACK

BRUSHED NICKEL ACCENT END
CAP (TYP)

BRUSHED NICKEL ACCENT
STRIP (TYP)

PLASTIC SLIDING PANEL WITH
RECESSED FINGER HOLE
(BLACK)

1/2" CENTERED TREBUCHET MS,
BLACK, APPLIED

3/8" 1/8" 6"

BRUSHED NICKEL ACCENT
STRIP (TYP)

1" CENTERED TREBUCHET
MS, BLACK

BRUSHED NICKEL ACCENT
END CAP (TYP)

CAST ALUMINUM SIGN
PLAQUE WITH BLACK
PAINTED FILL AND
PROTECTIVE CLEAR COAT
FINISH

3/16" WIDE RAISED
BORDER (BLACK)

5/8" CENTERED
TREBUCHET MS, BLACK

3/8" 1/8" 6"

5"

3/4" CENTERED
TREBUCHET MS,
BLACK

1" CENTERED
TREBUCHET MS,
BLACK

2" CENTERED
TREBUCHET MS,
BLACK

LEVEL NUMBER IN BRAILLE

3/4" CENTERED
TREBUCHET MS,
BLACK

Electrical
LETTERS IN BRAILLE

7"

3"

ROOM ID

3/8" 1/8" 6"

5/8" CENTERED TREBUCHET MS,
BLACK

BRUSHED NICKEL ACCENT END
CAP (TYP)

1/2" CENTERED TREBUCHET
MS, BLACK, APPLIED

BRUSHED NICKEL
ACCENT STRIP
(TYP)

REV. DATE REVISION   DESCRIPTION SHEET  NO.

THE INFORMATION, INCLUDING ESTIMATED

SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

QUANTITIES OF WORK, SHOWN ON THESE

DESIGNER/DRAFTER:

CHECKED   BY:
STATE OF CONNECTICUT

DEPARTMENT OF TRANSPORTATION

PROJECT    TITLE: TOWN:

DRAWING   TITLE:

NEW  HAVEN
PROJECT  NO:

DRAWING   NO:

SHEET  NO:

Filename:

SIGNATURE/
BLOCK:PB

RJS

ARCHITECTURAL SIGNAGE
LEGEND AND NOTES

A14-607

301-0124

MOWBLDG-A-18965MOW.RVT

 6" = 1'-0"
SIGNAGE LEGEND

1. SEE SIGNAGE SCHEDULE SHEET A14-609 AND SIGNAGE PLAN SHEETS
A14-610 THROUGH A14-613.           

2. TYPICAL MOUNTING HEIGHT AT 5'-0" (MIN.) TO CENTERLINE OF SIGN
WITH 4'-0" MINIMUM FROM FLOOR TO BOTTOM OF TACTILE CHARACTERS
CENTER. MOUNT SIGN PER ADA REQUIREMENTS. SEE TYPICAL
MOUNTING ELEVATIONS ON SHEET A14-608. MOUNTING HEIGHTS TO
HAVE A UNIFORM APPEARANCE AND BE VERIFIED BY THE CTDOT
PROJECT MANAGER.

3. CENTER ROOM NAME TEXT, NUMBERS, AND GRAPHICS BOTH
HORIZONTAL AND VERTICAL UNLESS OTHERWISE NOTED. (UON)

4. RESTROOM SIGN GRAPHICS TO PROPERLY INDICATE HANDICAP
ACCESSIBILITY AND GENDER TYPE.

5. TEXT PLATE FINISH TO MATCH SHERWIN WILLIAMS PAINT #SW7005
PURE WHITE (PNT-4) WITH BLACK TEXT AND GRAPHIC SYMBOLS.

6. ADDITIONAL SIGNAGE TYPE TYPICALS AND VARIATIONS MUST BE
COORDINATED WITH AND APPROVED BY THE CTDOT PROJECT
MANAGER.

9.  SIGNAGE CONTRACTOR TO CONFIRM ROOM NUMBERS AND TEXT
WITH THE CTDOT PROJECT MANAGER, PRIOR TO FABRICATION.

GENERAL SIGNAGE NOTES
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WELCOME

Facility Map
TBD

Staff/Department List
TBD

WOMEN
LETTERS IN BRAILLE

107B

 Evacuation
Map
TBD

2'
-5

"

1'-6"

3"
2'

-0
"

2"

DIRECTORY
 WITH REMOVABLE

SIGNAGE

SIGN TYPE: L

1'
-1

"

10"

EVACUATION MAP WITH
REMOVABLE SIGNAGE

SIGN TYPE: K

RESTROOM
IDENTIFICATION
WITH GRAPHICS

SIGN TYPE: H

7"

8"

RESTROOM
IDENTIFICATION
WITH GRAPHICS

8"

7"

104B

MEN

SIGN TYPE: J

5/8" CENTERED TREBUCHET
MS, BLACK

1" CENTERED TREBUCHET MS,
BLACK

3/8" 1/8" 6"

BRUSHED NICKEL ACCENT
STRIP (TYP)

BRUSHED NICKEL ACCENT END
CAP (TYP) LETTERS IN BRAILLE

5/8" CENTERED TREBUCHET
MS, BLACK

1" CENTERED TREBUCHET MS,
BLACK

BRUSHED NICKEL ACCENT
STRIP (TYP)

BRUSHED NICKEL ACCENT END
CAP (TYP)

1.  REFERENCE GENERAL NOTES ON SHEET A14-607.

GENERAL SIGNAGE NOTES

3/8" 1/8" 1'-5"

1" CENTERED TREBUCHET MS,
BLACK

BRUSHED NICKEL ACCENT
STRIP (TYP)

BRUSHED NICKEL ACCENT END
CAP (TYP)

1-1/2" CENTERED TREBUCHET
MS, BLACK

MAINTENANCE OF WAY
5/8" CENTERED
TREBUCHET MS,
BLACK

3/8" 1/8" 9"

BRUSHED NICKEL
ACCENT END
CAP (TYP)

BRUSHED NICKEL
ACCENT STRIP
(TYP)

3/8" 1/8" 6"

REMOVABLE PAPER INSERT
BEHIND CLEAR PLASTIC COVER

REMOVABLE PAPER
INSERT BEHIND
CLEAR PLASTIC
COVER

MAINTENANCE OF WAY

REMOVEABLE PAPER INSERT
BEHIND CLEAR PLASTIC COVER

8"

ALTERNATE MOUNTING WHERE WALL
MOUNT IS NOT POSSIBLE.

8"

TYPICAL SIGN MOUNTING LOCATION.  SEE PLANS AND SCHEDULE.

8"

TYPICAL SIGN MOUNTING LOCATION.  SEE PLANS AND SCHEDULE.

5'
-0

"

8"

ALTERNATE MOUNTING WHERE
WALL MOUNT IS NOT POSSIBLE.

5'
-0

"

5'
-0

"

TY
PI

CA
L M

OU
NT

IN
G

HE
IG

HT
 A

T 
5'-

0"
 (M

IN
) T

O
CE

NT
ER

LIN
E 

OF
 S

IG
N 

W
IT

H
4'-

0"
 (M

IN
) F

RO
M 

FL
OO

R 
TO

BO
TT

OM
 O

F 
TA

CT
ILE

CH
AR

AC
TE

RS
 C

EN
TE

R.

8"
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THE INFORMATION, INCLUDING ESTIMATED

SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

QUANTITIES OF WORK, SHOWN ON THESE

DESIGNER/DRAFTER:

CHECKED   BY:
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NEW  HAVEN
PROJECT  NO:
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LEGEND
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301-0124

MOWBLDG-A-18965MOW.RVT

 6" = 1'-0"
SIGNAGE  LEGEND

 3/8" = 1'-0"
SIGNAGE INSTALLATION ELEVATION
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BUILDING No.

4 BREWERY ST.
NEW HAVEN, CT.

5" HIGH RAISED COPY

RECTANGLE EDGE
ALUM. FRAME

PAINTED METAL

HELVETICA
NARROW COPY.
ALL TEXT

2'-0" HIGH
RAISED COPY

5" HIGH RAISED COPY

5'-6"

2'
-0

"
3'

-0
"

5'
-0

"

NOTE:
1. REFER TO SIGNAGE PLAN SHEETS A14-610 THROUGH A14-613 AND ENLARGED EXTERIOR ELEVATIONS A14-202

THROUGH A14-204 FOR LOCATIONS.  LOCATIONS SHALL BE VERIFIED BY CTDOT PRIOR TO INSTALLATION.
2. SIGN TEXT (BUILDING NUMBER AND ADDRESS) SHALL BE VERIFIED BY CTDOT PRIOR TO FABRICATION.

BUILDING No. 5" HIGH RAISED COPY

SQUARE EDGE ALUM. FRAME

PAINTED METAL

HELVETICA NARROW COPY.
ALL TEXT

2'-0" HIGH RAISED COPY

3'
-0

"

3'-0"

NOTE:
1. REFER TO SIGNAGE PLAN SHEETS A14-610 THROUGH A14-613 AND ENLARGED EXTERIOR ELEVATIONS A14-202

THROUGH A14-204 FOR LOCATIONS.  LOCATIONS SHALL BE VERIFIED BY CTDOT PRIOR TO INSTALLATION.
2. SIGN TEXT (BUILDING NUMBER AND ADDRESS) SHALL BE VERIFIED BY CTDOT PRIOR TO FABRICATION.

REV. DATE REVISION   DESCRIPTION SHEET  NO.

THE INFORMATION, INCLUDING ESTIMATED

SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

QUANTITIES OF WORK, SHOWN ON THESE

DESIGNER/DRAFTER:

CHECKED   BY:
STATE OF CONNECTICUT

DEPARTMENT OF TRANSPORTATION

PROJECT    TITLE: TOWN:

DRAWING   TITLE:

NEW  HAVEN
PROJECT  NO:

DRAWING   NO:

SHEET  NO:

Filename:

SIGNATURE/
BLOCK:PB

RJS

ARCHITECTURAL SIGNAGE
SCHEDULE

A14-609

301-0124

MOWBLDG-A-18965MOW.RVT

SIGNAGE SCHEDULE

ROOM
NUMBER ROOM NAME SIGN TYPE QUANTITY MESSAGE

103A STOR/RCYL B 1 STORAGE/RECYCLE
104 COMPRESS/DRYER B 1 COMPRESSION/DRYER
105 RADIO MAINTAINER SHOP B 2 RADIO  MAINTAINER SHOP
106 RADIO STORAGE B 1 RADIO STORAGE
107 RADIO VEHICLE BAY B 2 RADIO VEHICLE BAY
108 SIGNAL SHOP AND

STORAGE
B 2 SIGNAL SHOP

109 IT SHOP/STORAGE B 1 IT SHOP
110 COMM MAINTAINER SHOP B 1 COMM MAINTAINER SHOP
111 ELEC B 1 ELECTRICAL
112 TRACK EQUIP STORAGE B 2 TRACK EQUIPMENT
113 COMM/IT B 1 COMM/IT
114 SECURITY EQUIP B 1 SECURITY EQUIPMENT
115 ELEV MACHINE B 1 ELEVATOR EQUIPMENT
116 ELEV L 1 WELCOME, (FACILITY MAP),

(STAFF/DEPARTMENT LIST),
MAINTENANCE OF WAY

118 STAIR G 1 STAIR, LEVEL 1; EXIT TO CORRIDOR
118 STAIR E 1 STAIR; NOT AN EXIT
119 CCTV MAINTAINER SHOP B 2 CCTV MAINTAINER SHOP
120 CCTV TOOL CRIB B 1 CCTV TOOL CRIB
121 VESTIBULE C 1 NOT AN EXIT
122 MEN'S J 1 MEN
123 JAN B 1 JANITOR
124 WOMEN'S H 1 WOMEN
125 ELECTRICIANS STORAGE B 1 ELECTRICIAN STORAGE
126 SUBSTATION STORAGE B 1 SUBSTATION STORAGE
127 CATENARY STORAGE B 1 CATENARY STORAGE
128 CARPENTRY SHOP B 1 CARPENTRY SHOP
128 CARPENTRY SHOP B 1 CARPENTRY SHOP
129 STRUCTURES EQUIP

STORAGE
B 1 STRUCTURES EQUIPMENT STORAGE

129 STRUCTURES EQUIP
STORAGE

B 1 STRUCTURES EQUIPMENT STORAGE

130 STRUCTURES TOOL CRIBS B 1 TOOL CRIB
132 PLUMBING/TINSMITH SHOP B 2 PLUMBING/TINSMITH SHOP
133 PLUMBING/TIN TOOL CRIB B 1 PLUMBING/TINSMITH TOOL CRIB
134 STAIR E 1 STAIRS; NOT AN EXIT
134 STAIR G 1 STAIR, LEVEL 1; EXIT TO CORRIDOR
135 ELEC C 1 ELECTRICAL
135A EMER ELEC B 1 EMERGENCY ELECTRIC
136 FIRE PROTECTION C 1 SPRINKLER
137 CTDOT STOR B 1 CTDOT STORAGE

SIGNAGE  SCHEDULE

ROOM
NUMBER ROOM NAME

SIGN
TYPE QUANTITY MESSAGE

201 CORRIDOR F 1 IN CASE OF FIRE DO NOT USE ELEVATOR.
USE STAIRS

201 CORRIDOR K 1 MAINTENANCE OF WAY, (EVACUATION MAP)
201A COMM B 1 COMMUNICATIONS
202 TRACK CREW A 1 TRACK ; CREW & ADMINISTRATION
203 TRACK LOCKERS C 1 TRACK LOCKERS
204 TRACK SUPER A 1 TRACK; SUPERVISER
205 TRACK ASST DIRECTOR A 1 TRACK; ASSISTANT DIRECTOR
206 SIGNAL CREW A 1 SIGNAL; CREW & ADMINISTRATION
207 SIGNAL LOCKERS C 1 SIGNAL LOCKERS
208 SIGNAL MANAGER/SUPER

SUITE
A 1 SIGNAL; MANAGER/SUPERVISER

209 RADIO CREW A 1 RADIO & CCTV;  CREW & ADMINISTRATION
210 RADIO LOCKERS C 1 RADIO LOCKERS
211 RADIO/CCTV SUPER A 1 RADIO/CCTV;  SUPERVISER
212 TRAINING OFFICE A 1 TRAINING OFFICE
213 CONFERENCE D 1 CONFERENCE; IN SESSION, QUIET PLEASE
214 COPY B 1 COPY
214 COPY B 1 COPY
217 JAN B 1 JANITOR
218 STAIR E 1 STAIR; EXIT TO LEVEL 1
218 STAIR G 2 STAIRS, LEVEL 2; EXIT DOWN TO LEVEL 1
218 STAIR E 2 STAIR; EXIT TO LEVEL 1
219 VEND/KITCHEN B 1 BREAKROOM
220 WOMEN TLT/SHWR H 1 WOMEN
221 MEN TLT/SHWR J 1 MEN
222 TRAINING D 2 TRAINING ROOM
223 STRUCTURES LOCKERS B 1 STRUCTURES LOCKERS
224 ASST DIR STRUCT ROW A 1 STRUCTURES; ASST DIRECTOR
225 STRUCTURES CREW A 2 STRUCTURES; CREW & ADMINISTRATION
225A CLOSET B 1 CLOSET
226 CORRIDOR A 2 FACILITIES; ELECTRICIANS; SUBSTATION &

CATENARY
226 STRUCTURES CREW A 2 STRUCTURES; CREW & ADMINISTRATION
227 CLOSET C 1 CLOSET
228 STRUCTURES FOREMEN A 1 STRUCTURES; FOREMEN
229 ASST DIR STATIONS

FACILTIES
A 1 STRUCTURES; ASST. DIRECTOR

230 STRUCTURES SUPER A 1 STRUCTURES; SUPERVISER
231 CATENARY LOCKERS B 1 CATENARY LOCKERS
232 SUBSTATION LOCKERS B 1 SUBSTATION LOCKERS
233 ELECTRICIANS LOCKER B 1 ELECTTICIANS LOCKERS
234 STAIR E 1 STAIR; EXIT TO LEVEL 1
234 STAIR G 1 STAIR; LEVEL 2; EXIT TO CORRIDOR
236 ELECTRICIANS CREW B 1 ELECTRICIANS CREW
237 ELECTRICIANS SUPER A 1 ELECTRICIANS; SUPERVISER
238 SUBSTATION CREW B 1 SUBSTATION CREW
239 SUBSTATION SUPER A 1 SUBSTATION; SUPERVISER
240 CATENARY CREW B 1 CATENARY CREW
241 CATENARY SUPER A 1 CATENARY; SUPERVISER
242 POWER MANAGER A 1 ELECTRICIANS; POWER MANAGER

GENERAL NOTES
1. SEE SIGNAGE LEGEND SHEET A14-607 THROUGH A14-608 AND

SIGNAGE PLAN SHEETS A14-610 THROUGH A14-613

- MAIN BUILDING SIGN M 2 SEE DETAIL THIS SHEET
- MAIN ENTRANCE SIGN N 2 SEE DETAIL THIS SHEET

SCALE:   1 1/2" = 1'-0"1
SIGN TYPE M - MAIN BUILDING SIGN

SCALE:   1 1/2" = 1'-0"2
SIGN TYPE N - MAIN ENTRANCE SIGN
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101
CORR

117
CORR 121

VEST

135A

EMER
ELEC

135
ELEC

136

FIRE
PROTECTION

137

CTDOT
STOR

134
STAIR

132

PLUMBING/
TINSMITH

SHOP

131
VEST

133

PLUMBING
/ TIN TOOL

CRIB

128

CARPENTRY
SHOP

129

STRUCTURES
EQUIP

STORAGE

127

CATENARY
STORAGE

126

SUBSTATION
STORAGE

127A

CATENARY
TOOL
CRIB

126A

SUBSTATION
TOOL
CRIB

125A

ELECTRICIANS
TOOL
CRIB

125

ELECTRICIANS
STORAGE

122
MEN'S

124
WOMEN'S

130

STRUCTURES
TOOL
CRIBS

128A

STRUCTURES
MATERIALS

STOR

101
CORR

B

E

G

B

C C

B

B

B

B

B

B

B

B

B

123
JAN

B

H B J

B

DWGMATCHLINE A14-611

132A
CORR

N
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 1/8" = 1'-0"
FIRST FLOOR - SIGNAGE PLAN - AREA A

0 4' 8' 16'
SCALE: 1/8" = 1'-0"

KEY PLAN

A

B
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107

RADIO
VEHICLE

BAY

105

RADIO
MAINTAINER

SHOP

106

RADIO
STORAGE

104

COMPRESS/
DRYER

103A

STOR/
RCYL

102
VEST

103
CORR

108

SIGNAL
SHOP AND
STORAGE

109

IT SHOP/
STORAGE

110

COMM
MAINTAINER

SHOP

66 SF
111

ELEC

114

SECURITY
EQUIPT

113
COMM/ IT

112A

TRACK
TOOL
CRIB

112

TRACK
EQUIP

STORAGE

119

CCTV
MAINTAINER

SHOP

120

CCTV
TOOL
CRIB115

ELEV
MACHINE

244 SF
118

STAIR
70 SF
116

ELEV

100

ENTRY
VEST

101
CORR

117
CORR 121

VEST

122
MEN'S

124
WOMEN'S

L

B

B B

B

G

E

B

B

B

B B
BB

B

B

B

B

123
JAN

B

B

B

B

B

DWGMATCHLINE A14-610

C

N
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 1/8" = 1'-0"
FIRST FLOOR - SIGNAGE PLAN - AREA B

0 4' 8' 16'
SCALE: 1/8" = 1'-0"

KEY PLAN

A

B
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DW REF.

237

ELECTRICIANS
SUPER

239

SUBSTATION
SUPER

241

CATENARY
SUPER

242

POWER
MANAGER

230

STRUCTURES
SUPER

229

ASST DIR
STATIONS
FACILTIES

228

STRUCTURES
FOREMEN

226

STRUCTURES
CREW

219

VEND/
KITCHEN

213
CONFERENCE214

COPY

215
CORR

217
JAN

223

STRUCTURES
LOCKERS

224

ASST DIR
STRUCT

ROW
227

CLOSET

225A
CLOSET

215
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Check Task Section in DPD 


Manual 


 1. Attach this checklist to the discipline subset. Section 3.1 


 2. Ensure the plans conform to Section 1.4, step 1 of    
the Digital Project Development Manual. 


Section 1.4 


 3. Complete the following tasks using Bluebeam on 


the discipline subset? 


 


 a. Apply Page Labels Section 1.6.2 


 b. Apply Sheet Numbers Section 1.6.2 


 c.  Apply Watermark Section 2.4 


 d. Flatten Markups Section 2.4 


 e. Digital Signature Field Section 2.5.1 


       4. Type name and telephone number below.  
 5.  Upload, if not in Projectwise already, the 


discipline subset into the 100_Contract_Plans 
folder in Projectwise and attribute the document 


correctly? 


Section 3.2.4 


 a. Discipline = CT 


 b. Main Category = CON 


 c.  Sub Category = FDP, DCD, DCD2, 


ADP, ACD, DCO where applicable 
 d. Label = subset number and name. 


   Example of highways subset 
would be 03-Highways. 


   The label for a subset shall be the 


same for both FDP and 
DCD submittals. 


   Addendum submittals shall match 
FDP submittals with the addition 
of “_A#”. 


   Change Order Submittals shall 
match FDP submittals with 
the 
addition of “_C#”.  e. Description field is filled in with 


a description of the subset. 
 f. The applicable bridge no.(s) or signal 


intersection(s) were selected that is/are 
associated with this subset. 


 6. Notify Principal Engineer/Engineer of Record so 
they can apply their Digital Signature 


 


 7. Apply the QA/QC stamp after the discipline 
subset has been digitally signed. 
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